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Goode to Newcomer August 9,2006 

Attachment VIII: 2006 Third Quarter Principal Organic Compound Analyses for the 
BNL Potable Water Distribution System and Potable Water Wells. 

Attachment IX: 2006 Semi-Annual Inorganic and Nitratemitrite Analyses for the 
BNL Distribution System. 

Collection and analysis of these samples is performed in accordance with the guidelines of the BNL 
Quality Assurance program, the SCDHS Community Water Supply Monitoring Requirements, and 
the BNL Potable Water System Sampling Plan. Plant Engineering Division personnel using standard 
operating procedures collect routine monitoring samples; a contractor laboratory using standard 
methods of analysis performs the subsequent analyses. The Quality Assurance documentation is 
available from the Environmental and Waste Management Services Division and Plant Engineering 
Divisions. Based on this information, we believe the values contained in these reports are 
representative of the BNL potable water system. 

Should there be any questions regarding this report or the analyhcal or operational data contained herein, 
please call either J. Higbie at (631) 344-5919, R. Lee at (631) 344-3148, or W. Chaloupka at 
(631) 344-7136. 

Sincerely, 

George A. Goode 
Environmental & Waste Management Services 
Division Manager 

.L 

GAGIJB :car 
Attachments: As noted 

cc: L. Ambroszkiewicz, SCDHS 
W. Chaloupka 
J. Granzen 
G. Goode 
J. Higbie 
R. Lee 
E. Murphy 
P. Ponturo, SCDHS 
L. Ross 
J. Tarpinian 

wlattachments 
wlattachments 
wlattachments 
wlo attachments 
wlattachments 
wlattachments 
wlattachments 
w/o attachments 
W/O attachments 
W/O attachments 

File: EC6 1 ER.06 





NEW YORK STATE DEPARTMENT OF HEALTH 

Bureau o f  Water Supply Protection 

Water Systems Operation Report 
Water Treatment Facility - Microbiological Sample Results 

434220 

I I I 

Chlorination Other Treatmenu 1 Readings 

Gaseous Liquid F a  chlaine in Treated water Cylinder Chlorine Hypochlonte (gallom at cnuy Hypochlo"te pH Lime DATE Daily Totalizer Use volume (l.OOO wight (lbs.) wed per Hpochlorite in Tank) 
pint  (md) uSed/day 

WeU(s) NO.: gallom/&y) &Y (rns.1 (WTF-624) 
(WTF - 624) (WTF-624) 

200 428,364 

I 

, * ', -PublicWatwSystembta 

5111891 

Chlorine Mix Ratio = quans/gallons of % chlorine added to gallons of water in crock 

Public Watcr S p c m  Name 

Brookhaven National Laboratory 

Reponed by Lowell ROSS Title: Water Systems Supervisor NYS DOH ~ p m t o r  ~ m i l i u t i o n  N ~ ~ C I :  NY0031941 

Date Repon Submitted ' 

713 112006 

' Reporling Month'Year , 

0712006 

1 .. 5‘?'~, - > ; F w <  

Suffolk 

Signature: wg& Date: @+ 7 - @ 6 Operator Grade Level IASWIGUI 

" Source WaterType(s)' " 

Osutace I ~ G ~  OWOI 

DOH-360 (M105) Page 1 of 2 

, , Town. . .  Vilagi or CiVA , A % %  ' 

Upton, New York 11 973 

~wthase wim subwquslt ctrorlnauon 

wlcut sumequent mainam 



Microbioloeical Sam~les  and Free Chlorine Residual " 

(Sample ID) 

B-49 Water Tower 
(094-273) 

B64OWater 
Tower076-408 

B-1005-RHIC 
045-1 2 

8-363 Aprt. Laundry 
109-19 

8-930 LlNAC 
054-187 

8 4 9 0  Outpatient 
Clinic 084-70 

8490 Block # 1 1 084 
67 

WELL4 
083-20 

WTF-TOWER-648 
073-20 

W, 10 GAC 654 
055-36 

Sample Collector(s): GREG STAWSKI 

Name O~NYSDOH Certified Laboratory: H2M Labs 575 Broad Hollow Road; Melville, N.Y. 11 747 

7/712006 

7/7/2006 

7/7/2006 

7/712006 

7/7/2006 

7/7/2006 

7/7/2006 

7/7/2006 

W. 1 I GAC 655 
056-31 

W. 12 GAC 657 
056-32 

Field Duplicate B 930 
054-187 

Did any MCL violation occur? I f  so, please describe: NO 

Date of Sample 

7/712006 

7/712006 

Did an emergency or low pressure problem occur? Did source water bypass an existing treatment process in the system? I f  so, please explain. 

No 

Sample Type 

;,",Rz 
1 

1 

7 

1 

1 

1 

1 

WELL6 
07 

Og3 

W ELL4 Og2 
03 

WELL-I0 
055-09 

WELL-I 1 
056-19 

7/712006 

7/7/2006 

7/712006 

Comments: 

Total 

1 

1 

1 

1 

7/7/2006 

7/7/2006 

7/7/2006 

7/7/2006 

I 

1 

DOH-360 (02105) Page 2 of 2 

E.coli 
Positin 

Free Chlwine Residual 
(mgn) 

O Y ~ O N O O Y S O N O  

OYUONOOY~ZINO 

OY~EINO 

O Y S ~ N O  

O Y ~ S O N O O Y ~ ~ N O  

O Y ~ ~ ~ N O O Y S O N O  

O Y - O N ~ O Y ~ O N O  

O Y C S ~ N O  
----- 

WELL-12 
7/7/2006 

056-20 

1 

1 

1 

O Y ~ O N O  

OyeONO 

O Y ~ O N O U Y ~ ~ O N O  

OY~ONOOYSONO 
-.---- 

OYCSONO 

OY~ONOOYSONO 

U Y ~ S O N O O Y ~ C ~ N O  

Population Senred: 1 3,500 I 

O Y ~ ~ N O  

OY~SONO 

OYSONO 

OYUONOOY~~ONO 

O Y ~ S B N O O Y ~ O N O  

OYSONO 

Number of microbiological monitoring samples required: 

O Y S ~ N O  

OYSIZINO 

OyaO~o 

xxxxx 

XXXXX 

18 

0.63 

0.84 

0,67 

0.5 

0.58 

0.56 

0.54 

XXXXX 

As required by 5-1.72, "Operation of a Public Water System," a copy of 
this form shall be sent to your local health department by the 10th 
calendar day of the next reporting period. 

OYSONO 

Number of microbiological monitoring samples taken: 
Did an M&R violation occur? yes fl NO 

I f  "Yes," check reason (s) below: 

Actual number of samples is fewer than required. 
Did not collectlanalyze repeat sample. 
Did not collectlanalyze for E. coli for positive total 
coliform from routinelrepeat sample. 

Did an MCL violation occur? Over ONO 

I f  'Yes," check.reason(s) below (see also Part 5. Table 6 for 
additional information). 

For systems collecting less than 40 samples per month: two or 
more of the samples (routine and lor repeat) are positive for total 
coliform (=total coliform MCL violation). 

xxxXX 

XXXXX 

XXXXX 

XXXXX 

xxxxx 

For systems collecting 40 or more samples per month: more than 
5% of the samples (routine and/or repeat) are positive for total 
coliform (= total coliform MCL violation). 

The original sample was E.coli positive and at least 1 repeat 
sample was positive for total coliform ( = E.coli MCL violation). 

Reminder: System must collect a minimum of five (5) routine microbiological 
monitoring samples during the month following a repeat sample collection. 

xxxxx. 

XXXXX 

0.56 + 



NEW YORK STATE DEPARTMENT OF HEALTH 

Bureau o f  Water Supply Protection 

Water Systems Operation Report 
Well No. 4 - Supply to Water Treatment Facility 

I Public Water Sptm Namc Reporting MonWcar -" ' , " Date Report Submitted '. ' - Source Wata Type(s) ' 

Chlorine Mix Ratio = quarulgallons of % chlorine added to gallons of water in crock 

Brookhaven National Laboratory 

C l e i  > i  ) . 
I PubUcWaterSysmnlD'r . ' 

5111891 

Rcponed by: Lowell ROSS Title: Water Systems Supervisor NYS DOH Operalor Cmification ~~mbcr. NY0031941 

.lC 
Signature: L/ f + Date: p- 7- A 6 Operalor Grade Level 1 A-SWIGUI 

0712006 

< L > n n  " '" c-Y ':.' ' 

Suffolk 

DOH-360 (02/05) Page 1 of 2 

7131 12006 

* - , .; :" 5'7 7'0- Villag< or City : : ' " <, ' ' 

Upton, New York 1 1973 

0s- Bcrmnd OGWUDI 

-with wmqwmt c~orlnallon 

Fudlase W l o L t s L m q U m t  drbrlnallon 



I I I Public Watcr Syncm ID I couuy I Tow, Vdlagc, or City - . O~.charewih-ctwmtm I 

NEW YORK STATE DEPARTMENT OF HEALTH Water Systems Operation Report 
Bureau o f  Water supply Protection Well NO. 6 - Supply to Water Treatment Facility 

I I 

5111891 Suffolk Upton, New York 11973 

Public WamSystcmNamc ' ' 

Brookhaven National Laboratory 

Chlorine Mix Ratio = quartstgallons of % chlorine added to gallons ofwater in crock 

Reported by: Lowell Ross Title: Water Systems Supervisor NYS DOH operator  mit ti at ion ~ ~ r m b ~ .  NY0031941 

" Reporting MonWtu 

0712006 

i t u r  d@/* Date: &- 7 Operator Grade Level 1 A-SW/GUI 

DOH-360 (02/05) Page 1 of 2 

Date Repon Submitted 

713 112006 

' Sou& WaterTypc(s) "" ' ' 

O w e  OM OWDI 



NEW YORK STATE DEPARTMENT OF HEALTH 

Bureau o f  Water Supply Protection 

Water Systems Operation Report 
Well No. 7 - Supply to Water Treatment Facility 

Chlorine Mix Ratio = quarts/gallons of % chlorine added to gallons of water in crock 

Reponed by: Lowell ROSS Title: Water Systems Supervisor NYS WH ~ p m ~ o r    mi liar ion N U ~ ~ Q :  NY0031941 

Signature. C.&'[/&*- Date: p7 - Operator Grade Level 1ASWlGUl 

DOH-360 (02105) Page 1 of 2 



NEW YORK STATE DEPARTMENT OF HEALTH 

Bureau o f  Water Supply Protection 

Water Systems Operation Report 
Well No. 10 - Direct Supply to Distribution System 

3 Public WaluSy+m N a m '  ' 

Brookhaven N a t i o n a l  L a b o r a t o r y  

Chlorine Mix Ralio = 

Public Wata Srjtem Tn , ', ' * 

51 11891 

quanstgallons o f  % chlorine added to gallons ofwaler in crock 

Reporting MonlNYrat 

0712006 

Reponcd by: Lowell ROSS Title: Water Systems Supervisor NYS DOH Opcntor Cmiliotion Numba NY0031941 

- 
' w , , 

Suffolk 

Dale: r9h d6 operator Grade Level 1ASWlGUl 

Date Repon Subminbd - .  

713 112006 

DOH-360 (02t05) Page 1 of 2 

' Source WaterTypc(s) ' ' 

usutace Elwound O m 0 1  

- - ' -  -"Tor?fViI!ag$orC,i'y'' " . - > 
. -  
." 

U p t o n ,  New York 11 973 

0-wmatrrestlaaarorklaaon 

pmhese W/M lub+cqra( aorlnaum 



NEW YORK STATE DEPARTMENT OF HEALTH Water Systems Operation Report 
Bureau o r  Water supply Protection Well NO. 11 - Direct Supply to Distribution System 

. Public Wala System Name " 

Brookhaven National Laboratory 

% . -  Public Watm Spem IP . ' . - 

5111891 

Chlorine Mix Ratio = quadgallons o f  % chlorine added to gallons o f  water in crock 

ReportingMoMcar 

07/2006 

I I I 

Reponed by: Lowell Ross rille: Water Systems Supervisor NYS DOH ~ p m ~ o r ~ m i ~ i c a t i o n  N U ~ ~ C T :  NY0031941 

Signature: Date: fj?- y-d& Operator Grade Level 1 A-SWIGUI 

- County - - 
" " 

Suffolk 

DOH-360 (02fl5) Page 1 of 2 

. . ' Date Repprt Submitted ' ' ' ' " 

7/31/2006 

DATE 

1 

2 

' . Sowe \KataTypc(s) "' "% 

0- Bcmmd OWDI 

- Town'Villagcor City , 
, " Y  * 2 - *  

- .  

Upton, New York 11 973 

Ohm Trcarmcnts l Radngs 

Umme*lmaawquaamaon - w/ou( wzawnlt d4almU.m 

in 
Use 

Well No.: 11 
H~~ochlonte 

usedlday 

30 

3 1 

Total 

AVG. 

volume (Ism0 
gallo&&y) sz:m 

Hydroxide 

11 

Daily Totalizer 

722,932 

Chlorinat~on 

125 

4.03 

Gascolll; 

NA 

Days 

L ~ q u ~ d  
Hypochlonv (gallons 
Hypochlontc . ~ d )  

39 

Cylinder 
WC& ( i b ~  ) 

Flee c h b  
madud at s(r 

poml (mg) 

Chlorine 
used per 

day (lbs ) 

NA 

31 

0 NR NR NR 723,057 



NEW YORK STATE DEPARTMENT OF HEALTH 

Bureau o f  Water Supply Protection 

Water Systems Operation Report 
Well No. 12 - Direct Supply to Distribution System 

, ' Public Wakr System Name ' 

Brookhaven National Laboratory 

Public Water Synem ID . 

5111891 

Chlorine Mix Ratio = quans/gallons of %chlorine added to gallons of water in crock 

Rcpodng MomhWur 

0712006 

AVG. I 1 1 1 8.742 1 I 

Reponed by: Lowell ROSS Title: Water Systems Supervisor NYS DOH ~paator~mirication  NUT^^ NY0031941 

r .  County " ' 

Suffolk 

( 0.6 1 1.9032258 1 

S i g n a t u r w d  /ki'w Date: @-7 -. d'G 

. ' Date Rcpon Sutmittcd . 

7/31/2006 

I I I 

Operator Grade Level 1 A-%f/GUl 

' Sourcc Water Type(s) A': 

0-• O w  OWDI 

" Tows Village, or City + ' 
, ' 

Upton, New York 1 1973 

DOH-360 (02105) Page I d 2 

[ 7 ~ r c h a s e w i m ~ ~ m  

I3 Pvdrsre Wla*  rubsequeR chlorlnaum 



Date 
1 
2 
3 
4 
5 
6 
7 
8 
9 
I 0  
11 
12 
13 
14 
15 
16 
17 
18 
19 
20 
2 1 
22 
23 
24 
25 
26 
27 
28 
29 
3 0 
3 1 

Total 

Well 4 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 

Well 6 Well 7 
0 0 
0 0 
0 3,269 
0 0 

45 2,850 
0 1,494 

227 1,178 
0 0 
0 0 

39 1 3,544 
21 1 1,314 
146 1,328 

' 267 1,180 
31 9 1,154 

0 0 
0 0 

72 1 3,793 
1 79 1,474 
108 705 

0 .  0 
199 3,421 

0 0 
0 0 

44 3,583 
2 1,152 
1 1,373 
1 1,422 
4 1,297 
0 0 
0 0 
3 3,615 

2,868 39,146 
Totalizer 
This Month 

Well 4 1,648,622 

Well 6 654,929 

Well 7 2,081,042 

Well 10 772,457 

Well 11 723,057 

Well 12 81 1,065 

AGS Water Supply Meter 

Medical Reactor - Well 105 '0 
Biology Building - Well 9 

Well1 0 Well1 I 
0 0 
0 0 
0 0 
0 0 
0 0 
0 0 

222 92 
0 0 
0 0 
0 0 
0 0 
0 0 
0 
0 0 
0 0 
0 0 

22 0 
0 0 
0 0 
0 0 
0 0 
0 0 
0 0 
0 0 
0 0 
0 0 
0 0 
0 33 
0 0 
0 0 
0 0 

244 125 
Totalizer 
Last Month . 

1,648,622 

We1112 Daily Total 
0 0 
0 0 
0 3,269 
0 0 

1,868 4,763 
1,208 2,702 

230 1,949 
0 0 
0 0 
0 3,935 
0 1,525 
0 1,474 

107 1,554 
0 1,473 
0 0 
0 0 
0 4,536 
0 1,653 

143 956 
0 0 

79 3,699 
0 0 
0 0 
0 3,627 
0 1 ,I 54 
0 1,374 
0 1,423 

46 1,380 
0 0 
0 0 
0 3,618 

3,681 46,064 
Tota1(x1,000) 
Gallons 

0 



' ATTACHMENT I1 

Brookhaven National Laboratory 

Potable Water Supply 

July 2006 Biweekly Water Quality Monitoring Data 

for the BNL Distribution System 

and Potable Water Wells * 



Attachment I1 
Table 1 - Summary of Water Quality Analyses 

for the BNL Potable Water System 
July 2006 

ANR- Analysis Not Required 
NR- Not Reported 
Note: Field parameters are only conducted for facilities that are in operation on the day of measurement. 

Alkalinity 
(m@) 
ANR 
ANR 
ANR 
ANR 
ANR 
ANR 
ANR 
ANR 

Sample Location 

WTP 
WTP 
WTP 
WTP 
WTP 
WTP 
WTP 

Well 12 

Calcium 
(m@) 
ANR 
ANR 
ANR 
ANR 
ANR 
ANR 

A N R  
ANR 

PH 
(SU) 
7.5 
7.7 
7.7 
7.5 
7.6 
7.7 
7.7 
6.5 

Sample 
Date 

07/06/06 
0711 1/06 
0711 3/06 
0711 8/06 
07/20/06 
07/25/06 
07/27/06 
07/06/06 

Temperature 
(Degrees F) 

58 
58 
58 
5 6 
57 . 

58 
58 
5 5 

Conductivity 
(pmhos) 

219 
158 
148 
154 
142 
160 
158 
147 





Attachment 111 

July 2006 Stage 1 Disinfectants & Disinfection Byproduct Rule Monitoring Data 
Table I1 - Maximum Residual Disinfectant Level (MRDL) Compliance 

I Total Residual Chlorine (mg/L) 

Bldg. 363 Apt. Laundry 1 0.5 1 0.3 1 0.6 1 1.0 

Location 
Bldg. 49 Water Tower 
Bldg. 640 Water Tower 

Bldg. 490 Block 11 I NS 1 0.3 1 NS 1 0.9 

Aug. 05 
0.9 
0.8 

Bldg. 1005 RHIC 
Bldg. 930 LINAC 
Bldg. 725 NSLS 
Bldg. 490 Outpatient Clinic 

Dec. 05 Jan. 06 Feb. 06 
0.9 1 .O 0.8 

Sept. 05 
0.5 
0.7 

0.8 
NS 
0.8 
NS 

Bldg. 490 Block 1 ACF 
Bldg. 490 Block 4 MRC 
Monthly Average 

- ,  

Mar. 06 1 Apr. 06 1 May 06 1 ,  June 06 July 06 
0.6 

Oct. 05 
0.7 
1.2 

0.7 
0.8 
NS 
0.6 

NA - Not Applicable 
NS- Not Scheduled for sampling 

0.7 
0.7 
0.7 

Running Annual Average (mg/L) 0.7 (Total Residual Chlorine) 
MRDL (mg/L) 4.0 

Nov. 05 
0.9 
0.4 

0.5 
NS 
0.8 
NS 

NS 
NS 
0.6 

0.6 
0.8 
NS 
0.5 

0.5 
1 .O 
0.8 

NS 
NS 
0.7 



H2M LABS, INC. 
!575&roalHd~~~f%x4 MehrleNY 11747 
(631)644-3040. FAX: (631)4208A36 Nysa3H lD*l(#TB 

LABORATORY RESULTS 
Brookhaven NaUonal Lab.-BNLM 
70 Bell Ave. 
Upton, NY 11973 
Attn To : Bob Lee 

Sample Information ... 
Type : Potable Water 
Origin : Distribution 

, Routine 
Federal ID 5111891 Client ID. : 21972401 
Collected : 7nl06 9;Ss:Ul AM Point No : 094-273 
Re-ived : 7ffloe 3:30:W PM Location : 649 Water Tower 

I 

Collected By : CUEKT 
I 

COPY : Bob Lee 
I 

Parameterfs) Results Qualifier D.F. &I& Method Number Analvzed 

Total Coliform Negative 1 Negative M9223 0710812006 12:OO PM 
E-Coliirm Absent 1 Absent M9223 07/08/2006 12:OO PM 

I 

Total Residual Chlorine 0.6 1 mgL M45W-CI GI 07/07/2006 

Result(s) reported meet@) Regulalory limit@). 
Result(s) Ragged uuith * Exceed Regulatory Lirnil(s). .Limit noted. 
D.F. = Dilution Fador 

Date Reported : 713 1 106 

Page 1 of 17 Leboratory Manager 



H2M LABS, INC. 

Brookhaven National Lab.-BNLM 
70 Bell Ave. 
Upton, NY 11973 
Attn To : Bob Lee 

LABORATORY RESULTS 

LabNo- : 0607411-002A 

Federal ID 51 11 891 Client ID. : 21972-002 
Collected : 7ffi06 6:50:00 AM Point NO : 076408 
Received : 7/7/06 3:30:00 PM Location : 8640  Water Tower 
Collected By : CLIEM 

COPY : Bob Lee 

Sample Information. .. 
Type : Potable Water 
Orlgln : Dkblbutlon 

Routine 

pararnetertsl Results Qualifier D.F. &I&& Method Number Analvzed 

Total Coliform 
E-Col ifonn 

Total Residual Chlorine 

Negative 1 Negative M9223 07/08/2006 12:00 PM 
Absent 1 Absent M9223 07/08/2006 12:OO PM 

0.8 1 mg/L M4500-CI G 07/07/2006 

Result(~) repoited meet(~) Regulatory Umit(s). 
Result(s) flagged with * Exceed Regulatory Lhnrt(s). L i R  noted. 
D.F. = Dilution Factor 

Date Reporled : 7t3 1/06 

Page 2 of 17. Laboratory Manager 



Broo khaven 
70 Bell Ave. 

National Lab-EJNLM 

Upton, NY 11 973 
Attn To : BobLee 

Federal ID 5111891 
Coll@ed : 7ffD6 9:10:00 AM 

Received : 7/7/06 3:30:00 PM 

Collected By : CLIENT 

LABORATORY RESULTS I 
Lab No- : 060741 1-003A Synple Information ... 

Type : Potable Water 
OAgin : Distribution 

I Routine 
Client ID. : 21 072603 I 

Point No : 10919 
Location : t3-363 Apt.Laundry I 

COW : Bob Lee 1 

parametedsl 

Total Coliform 
E-Coliirm 

Results Qualifier D.F. Un[ts Limit Method Number Analyzed 

Negative 1 Negative M9223 07/0812006 12:OO PM 
Absent 1 Absent M9223 ' 07/08/2006 1200 PM 

Total Residual Chlorine 0.5 1 mg/L M4500CI GJ 07/07/2008 

Resut(s) repotted meeys) Regulatory Llmws). 
Resull(s) flagged with * Exceed Regulatory Limiys). L i n R  noted. 
D.F. = Dilution Fador 

Date Reported : 7/31/06 

Page 3 of 17 Laboratory i~anager 



H2M LdDSs BNC. 

Brookhaven National Lab.-BNLM 
70 Bell Ave. 
Upton, NY 11973 
Attn To : Ebb Lee 

LABORATORY RESULTS 

Lab No- : 060741 11004A 

Federal ID 51 11 891 Client ID. : 21972404 
Colkcted : 7fflO6 6:30:W AM Point No : 04512 
Received : 7nme 3:3&00 PM Location ; 51005 RHIC 
Collected By : CLIENT 
Copy : BobLee 

Sample Information ... 
Type : Potable Water 
Origin : Distribution 

Routine 

parameterfa 

Total Coliform 
E-Coliform 

Results QualMer D.F. Un[ts Method Number Analvzed 

Negative 1 Negathre M9223 07/08/2006 12:OO PM 
Absenl 1 Absent M9223 07/08/2006 12:OO PM 

Total Residual Chlorine 0.7 1 mglL M4500C1 G 07/07/2008 

Result(~) reported meet(~) Regulatory Limit(~). 
Result(s) flagged with * Exceed Regulatary Limit@).. Limit noted. 
D.F. = DiluUon Fador 

Dale Reported : 713 1 106 

Page 4 of 17 Laboratory Manager 



Brookhaven National Lab.-BNLM 
70 Bell Ave. 
Upton, NY 11973 
AttnTo : BobLee 

Federal ID 511 1891 
Collected : 7nm6 6:40:00 AM 

Received : 7nm8 3:30:00 PM 

Collected By : CLIENT 

COPY : BobLee 

LABORATORY RESULTS 

Lab No- : 060741 I -005A 

Client ID. : 21 972-005 
Point No : 054-1 87 
Location : 8930 LlNAC 

Sample Information. .. 
Type : Potable Water 
Origln : Distribution 

Routine 

parameter(s1 Results Qualifier D.F. Unns Melhod Number Anahmed 

Total Coliform Negathe 1 Negative M9223 0710812006 12:OO PM 
E-Coliform Absent 1 Absent M9223 07108t2006 12:OO PM 

Total Residual Chlorine 0.6 1 mgk h44500CI G 07/07/2006 

Resull(s) reported rneet(s) Regulatory Umit(s). 
Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. 
D.F. = Dilution Faelor 

Date Reported : 713 1 /06 

Page5of 17 Laboratory Manager 



575WHdlchrv W, MMk NY 11747 
(631)6313040. FAX'(631)4208436 NYSDOH ID#lO478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11 973 

Attn To : Bob Lee 

Federal ID 51 11 891 
Collected : 7/7/2006 10:45:00 AM Point NO : 084-70 

Received : 7ffI2006 3:30:00 PM Location : 8-490 Outpatient Clinic 

Collected By : CLIENT 

Sarfiple Information ... 
Tyqe : Potable Water 

Ori In : Distribution p Routine 

Client ID. : 21972-006 1 

Copy : Original I 
CC ; Bob Lee I 

Parameterbl - Results - Qualifier D.F. Units Limit Method ~urnbdr  Analvzed 

Total Coliform Negative 1 Negative M9223 07/08/2006 12:OO PM 

E-Coliform Absent 1 Absent M9223 I 07/08/2006 12:OO PM 

Total Residual Chlorine 0.6 1 mglL M4500-CI 4 07/07/2006 

Result@) reported neet(s) Regulatory Limit(s). 
Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted 
D.F. = Dilution Factor 

Date Reported : 7/31/2006 V I 
Page 6 of 33 Laborqtory Manager 



5 7 5 ~ ~  RoaJ, Mdv& NY 11747 
(631)8343040.FAX(631)4208436 NYSDOHID#10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. Lab No- : 0607411-007A 

Upton, NY 11973 
Attn To : Bob Lee 

Federal ID 51 11 891 
Collected : 7/7/2006 11:00:00 AM Point No : 084-67 
Received : 7/7/2006 3:30:00 PM Location : 8-490 Block 11 

Collected By : CLIENT 

COPY : Original 

CC : Bob Lee 

Client ID. : 21972-007 

Sample Information ... 
Type : Potable Water 
Origin : nistribution 

Routine 

Parameter(s1 

Total Coliform 

E-Coliform 

-- 

Results Qualifier D.F. Units - - - -  Limit Method Number Analyzed 

Negative 1 Negative M9223 07/08/2006 12:OO PM 

Absent 1 Absent M9223 07/08/2006 12:OO PM 

Total Residual Chlorine 0.5 1 mglL M4500-CI G 07/07/2006 

C\I 
Cr) 

a 
(3 
b 
v 

. . .. . - . . . . . - --- - - - -- .- -.. -- . . . - ---- -. -. - -. - - .. 
2 
1 

Result(s) reported meet(s) Regulatory Limit(s). z 
Result(s) flagged wilh * Exceed Regulatory Limit(s). Limit noted. m 
D.F. = Dilution Factor 

Date Reported : 7/31/2006 

Page 7 of 33 Laboratory Manager 







EMSL Analytical, Inc. 
208 Stone Hinge Lane, Carle Place, NY 11514 

Phone: (516) 997-7251 Fax: (516) 997-7528 Email: carle~lacelab@ernsl.com 
~ m m . , - ~ m m m m ~ ~ X - X - R ~ * - ~ ~ - Y h Y h ~ ~ ~ ~ ~ - ~ ~ . ~ ~ ~ - 7 . ~ - - ~  - - = - 7 3 9 7 3 9 7 3 9 7 3 9 7 3 9 7 3 9 7 3 9 -  =-I. P m - I C C . I - - - - = ~  

H2M Labs 
575 Broad Hollow Road 
Melville, NY I 1  747 

Fax: (631) 694-41 22 

Project: BNLM 

Phone: (63 1) 756-8000 

Customer ID: HMMP77 
Customer PO: 

Received: 06/16/06 4.18 PM 

EMSL Order: 060603977 

EMSL Proj: 

Analysis Date: 6/19/2006 

Report Date: 6/23/2006 

Determination of  Asbestos Structures in Water Performed by the 100.2 Method 
(EPNGOOIR-941134) 

Concentration 

# Fibers Analytical Of Asbestos 

sample prep # Fibers Non- Type(s) Of Sensitivity Confidence Fibers 

(MFL) Sample ID Date Asbestos Asbestos Asbestos Limits (MFL) comments 

0606652-003 B 6/16/06 0 0 0.41 0.00-1.50 <0.41 
060603977UOOf 

Analyhcal sensitivity could not be met due to particulate loading. 

Analyst(s) 

Keith Mc Williams (1) 

Sample colleclion and conlainers provided by the client acceplable bollle blank lewl is definod as c=O.OlMFL>IOum. N0:Non.s Detected. lhis report may no1 be reproduced, exccpt in 
full, wilhoul writlen permission by EMSL Analytical. Inc. The lest results conlained within lhis report meet Ihe requiremenls of NEIAC unless oherwise noled. This reporl relales only to 
those items lested. Samples receiwd in good condilion unless olhenvise noled. 

ACCREDTTATIONS: NYS ELAP Lab 10: 11469, NVLAP 101048-10. LEIAP #04144 

Michelle McGowan 6 
or other approved signalory (0 

b 
7 

2 
1 
7 
m 

100.2-v221 THIS IS THE LAST PAGE OF THE REPORT. 1 





575BrcadHcOoJv Road, MehrJle NY 11747 
(631)8943010. FAX: (631)4M8438 NYSDOH ID# 10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 
Sample Information ... 
Type : Potable Water 

Upton, NY 11973 Origin : Raw Well 
Attn To : Bob Lee Routine 

Federal ID 5111891 Client ID. : 21970-014 

Collected : 611 512006 Point No : 23 
Received : 6/15/2006 3:20:00 PM Location : Well 6h' Composite 

Collected By : Client 

Copy : Bob Lee 

Parameter(s1 

1,2-Dibromoethane 

1,2-Dibromo-3-chloropropane 

Dalapon 

Dicamba 

2,4-D 
Pentachlorophenol 

2.4,5-TP (Silvex) 

Dinoseb 

Picloram 

Aldicarb sulfoxide 

Aldicarb sulfone 

Oxamyl 

Methomyl 

3-Hydroxycarbofuran 

Aldicarb 

Carbofuran 

Carbaryl 

Glyphosate 

Diquat 

. Endothall 

Results Qualifier - - 
< 0.02 

< 0.02 
< 0.70 

< 0.08 

< 0.25 
< 0.20 
< 0.13 

< 0.20 
< 0.60 

< 1.0 
< 1.0 

< 1.0 
< 1.0 

< 1.0 
< 1.0 

< 1.0 

< 1.0 
< 10 
< 1.0 

Method Number 

E504.1 

E504.1 
E515.1 

E515.1 

E515.1 
E515.1 

E515.1 

E515.1 
E515.1 

Analvzed 

06/20/2006 1 :55 PM 

06/20/2006 1 :55 PM 

06/23/2006 4:23 PM 

06/23/2006 4:23 PM 

06/23/2006 4:23 PM 

06/23/2006 4:23 PM 

06/23/2006 4:23 PM 

06/23/2006 4:23 PM 
06/23/2006 4:23 PM 

06/23/2006 1 :01 AM 

06/23/2006 1:01 AM 

06/23/2006 1 :01 AM 

06/23/2006 1 :01 AM 

06/23/2006 1 :01 AM 

06/23/2006 1 :01 AM 

06/23/2006 1 :01 AM 

06/23/2006 1:01 AM 

06/20/2006 8:42 PM 

06/23/2006 4:50 PM 
.) 

06/22/2006 1 1 :32 AM 

b 
b 
7 

2 
. . . .- . -. . . .. .. - - . . .- - -. . . . . . . . -. . . . .- . . - -... . -- . . . - -- -- -- -- - . - -- .... --- .- -- - - .- 

1 

Result(s) reported meet@) Regulatory Limit@). 
7 

Result(s) flagged with * Exceed Regulatory Lirnit(s). Limit noted. 
m 

D.F. = Dilution Factor 

Date Reported : 711 712006 

Page 1 of 2 Laboratory Manager 



575&oadWCMl Road, Md& NY 11747 
(631)8943040. FAX (631)4208436 MSDOH ID#10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11 973 

Attn To : Bob Lee 

Federal ID 51 11 891 Client ID. : 21970-010 
Collected : 611 5/2006 7:  10:00 AM Point NO : 093-07 

Received : 611 5f2006 1 :20:00 PM Location : Well #6 Raw 

Collected Ry : Client 

COPY : Bob Lee 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameterts) 

Hexachlorocyclopentadiene 

Propachlor 

Hexachlorobenzene 

Simazine 

Atrazine 

Metribuzin 

Alachlor 

Metolachlor 

Butachlor 
bis(2-Ethylhexy1)adipate 

Bis(2-ethylhexy1)phthalate 

Benzo(a)pyrene 

Results 

< 0.64 

< 1.0 

< 0.25 

< 0.50 

< 0.50 

< 0.50 

< 1.0 

< 1.0 

< 1.0 

< 1.0 

< 3.0 

< 0.10 

Qualifier D.F. - -  
1 

1 

1 

1 

1 

1 

Method Number 

E525.2 

E525.2 

E525.2 

E525.2 

E52'5.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

m 
d- 

Q 
a 
b 
T 

2 
... ___. __  _. -- 

1 

Resull(s) reported meet(s) Regulatory Limil(s). 
7 

Result(s) flagged with * Exceed Regulatory Limil(s). Limit noted. 
m 

D.F. = Dilution Faclor 

Date Reported : 7/5/2006 

Page 1.6 of 24 Laboratory Manager 



RS&aadt-kbvRoecl, Mdde NY 11747 
(631)6843040. FAX (631)42I-!X% NYSDOH ID#10178 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 

Attn To : Bob Lee 

Federal ID 5111891 
Collected : 6/15/2006 7:16:00 AM Point NO : 093-07 

Received : 6/15/2006 1:20:00 PM Location : Well #6 Raw 

Collected By : Clierit 

COPY : Bob Lee 

Client ID. : 21970-010 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameterb) 

Lindane 

Heptachlor 
Aldrin 

Chlordane 

Heptachlor epoxide 

Dieldrin 

Endrin 

Methoxychlor 

Toxaphene 
Total PCBs 

Results Qualifier - - 
< 0.025 

< 0.025 

< 0.025 

< 0.50 

< 0.025 

< 0.050 

< 0.050 

< 0.25 

< 2.5 

< 0.50 

Method Number 

E505 

E505 

E505 

E505 

E505 

E505 

E505 

E505 

E505 

E505 

CD 
v 
a 
a 
b 
'C 

3 
-. .. .. . ---.---A . - - - - - . -. -. . .- -- - 1 

Result(s) reported meet(s) Regulatory Limit(s). 
7 

Result(s) flagged with * Exceed Regulatory. Limit(s). Limit noted. 
m 

D.F. = Dilution Factor 

Date Reported : 7/5/2006 

Page 17 of 24 Laboratory Manager 



H2M LABS, INC. 
LABORATORY RESULTS 

Lab No- 0606652-01 1 B 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11 973 

Attn To : Bob Lee 

Federal ID 51 11 891 
Collected : 6/15/2006 7:00:00 AM Point NO : 092-03 

Received : 6/15/2006 1:ZU:OO PM . Location : Well #7 Raw 

Collected By : Client 

COPY : Bob Lee 

CC 

Client ID. : 21970-011 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameter(s) 

Hexachlorocyclopentadiene 

Propachlor 

Hexachlorobenzene 

Simazine 

Atrazine 

Metribuzin 

Alachlor 

Metolachlor 
Butachlor 

bis(2-Ethylhexy1)adipate 

Bis(2-ethylhexyl)phthalate 

Benzo(a)pyrene 

Results 

< 0.64 

< 1.0 

< 0.25 

< 0.50 

< 0.50 

< 0.50 

< 1.0 

< 1.0 

< 1.0 

< 1.0 

< 3.0 

< 0.10 

Qualifier D.F. 
P - 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 
1 

1 

Method Number 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

Analvzed 

06/22/2006 1.39 AM 

06/22/2006 1.39 AM 

06/22/2006 1.39 AM 

06/22/2006 1.39 AM 

06/22/2006 1 :39 AM 

06/22/2006 1 :39 AM 

06/22/2006 1.39 AM 

06/22/2006 1 :39 AM 

06/22/2006 1 :39 AM 

06/22/2006 1 :39 AM 

06/22/2006 1.39 AM 

06/22/2006 1 :39 AM 

a 
b 
7 

z 
- . - - --- -. -. . . . . .- . . . . . - . .. . - . - - . .- -. . . . .- . .-- . -* -- -. . . -. -- -- .- - 

1 

Result(s) reported meet($) Regulatory Limit(s). 
z 

Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. 
m 

D.F. = Dilution Factor 

Date Reported : 7/5/2006 

Page 19 of 24 Laboratory Manager 



575&oac lW Road, Mehae NY 11747 
(631)8913010. FAX (631)4208436 NYSDOH ID# 10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 
Lab No. : 0606652-01 1 C 

Upton, NY 1,1973 

Attn To : Bob Lee 

Federal ID 51 11891 
Collected : 611512006 7:07:00 AM Point No : 092-03 

Received : 6/15/2006 1:20:00 PM Location : Well #7 Raw 

Collected By : Clienl 

COPY : Bob Lee 

Client ID. : 21970-011 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameter(s1 

Lindane 

Heptachlor 

Aldrin 

Chlordane 

Heptachlor epoxide 
Dieldrin 

Endrin 

Methoxychlor 

Toxaphene 

Total PCBs 

Results Qualifier - - 
< 0.025 

< 0.025 

< 0.025 
< 0.50 

< 0.025 
< 0.050 

< 0.050 

< 0.25 
< 2.5 ' 

< 0.50 

D.F. - 
1 

1 
1 

1 
1 

1 

1 
1 

1 

1 

Limit - 
0.2 

0.4 

5 
2 

0.2 
2 

2 
40 

3 
0.5 

Method Number 

E505 

E505 
E505 

E505 
E505 

E505 

E505 
E505 

E505 
E505 

Analyzed 

06/20/2006 3:33 AM 

06/20/2006 3:33 AM 

06120/2006 3:33 AM 

06120/2006 3:33 AM 

06/20M006 3:33 AM 

06/20/2006 3:33 AM 

06/20/2006 3:33 AM 

06/20/2006 3:33 AM 

06/20/2006 3:33 AM 
06/20/2006 3:33 AM 

0 
LO 

Q 
a 
b 
-7- 

2 
.- -- - -. .- .- - .. . . - .. . . - -. ., .. .- -- - - 1 

Result(s) reported meet(s) Regulatory Limit(s). 
z 

Resull(s) flagged with * Exceed Regulatory Lirnit(s). Limit noted. P m 
D.F. = Dilution Factor 

Date Reported : 7/5/2006 

Laboratory Manager . Page 20 of 24 



575&nadM l~~  Road, Mdv% NY 11747 
(631)894-3040.FM (631)4208436 NYSIX>HilD#14778 

Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 
Attn To : Bob Lee 

LABORATORY RESULTS 

Lab No. : 0606653-002A Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Federal ID 51 11 891 Client ID. : 21970-015 
Collected : 611512006 Point No : 24 
Received : 6/15/2006 3:20:00 PM Location : Well 1011 111 2 Composite 

Collected By : Client 

~~~~~~~~ ~ - ~ - - -  

Parameter(~) 

1 .2-Dibromoethane 

1,2-Dibromo-3-chloropropane 

Dalapon 

Dicamba 

2,4-D 

Pentachlorophenol 

2.4,5-TP (Silvex) 

Dinoseb 
Picloram 

Aldicarb sulfoxide 

Aldicarb sulfone 

Oxamyl 

Methomyl 

3-Hydroxycarbofuran 

Aldicarb 

Carbofuran 
Carbaryl 

Glyphosate 

Diquat 

Endothall 

Results 

< 0.02 

< 0.02 

< 0.70 

< 0.08 

< 0.25 

< 0.20 

< 0.13 

< 0.20 . 
< 0.60 

< 1.0 

< 1.0 

< 1.0 

< 1.0 

< 1.0 

< 1.0 

< 1.0 

< 1.0 

< 10 

< 1.0 

< 50 

Qualifier D.F. - -  
I 

1 

1 

1 

1 

1 

I 

1 

1 

1 

1 

1 

1 

1 
1 

1 

1 

1 

1 

I 

Method Number 

E504.1 

E504.1 

E515.1 

E515.1 

E515.1 

E515.1 

E515.1 

E515.1 

E515.1 

E531.1 

E531.1 

E531 .I 

E531.1 

E531.1 

E531 .I 

E531.1 

E531 .I 

E547 
E549.1 

E548.1 

C/> 
C\I 

< 
b 
b 
7 z 

. - . - .... - . - ... . - . . . . - . . . -. -. - . . ... . . -. -. .-- - ... -- 
J 

Result(~) reported meet(~)  Regulatory Limit(~). 
7 

Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. 
m 

D.F. = Dilution Factor 

Date Reported : 711 712006 

Page 2 of 2 Laboratory Manager 



!75&a33tk&w Road, McMk NY 11747 
(631) 6943040. FAX (631)4208436 NYSDOH ID# 10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11 973 

Attn To : Bob Lee 

Federal ID 51 11891 
Collected : 611 512006 6:39:00 AM Point NO : 05509 

Received : 611 512006 1:20:00 PM Location : Well # I0  Raw 

Collected By : Client 

COPY : Bob Lee 

CC 

Client ID. : 21970-012 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameterlsl 

Hexachlorocyclopentadiene 

Propachlor 

Hexachlorobenzene 

~imazine 

Atrazine 

Metribuzin 

Alachlor 

Metolachlor 

Butachlor 

bis(2-Ethylhexy1)adipate 

Bis(2-ethylhexy1)phthalate 

Benzo(a)pyrene 

Results 

< 0.64 

< 1.0 

< 0.25 
< 0.50 

< 0.50 
< 0.50 
< 1.0 

< 1.0 
c1.0 ' 

< 1.0 
< 3.0 
< 0.10 

Qualifier D.F. - - 
1 

1 
1 
1 

1 
1 

1 
1 

1 

1 
1 
1 

Units - Method Number 

E525.2 
E525.2 

E525.2 

E525.2 
E525.2 

E525.2 

E525.2 
E525.2 

E525.2 
E525.2 
E525.2 
E525.2 

- - 

Analyzed 

06/24/2006 7:39 PM 

06/24/2006 7:39 PM 

06/24/2006 7:39 PM 

06/24/2006 7:39 PM 

06/24/2006 7:39 PM 

06/24/2006 7:39 PM 

06/24/2006 7:39 PM 

06/24/2006 7:39 PM 

06/24/2006 7:39 PM 

06/24/2006 7:39 PM 

06/24/2006 7:39 PM 

06/24/2006 7:39 PM 

a 
b 
v 

2 
. . , . . - . . . . . . , .. - . . .. . . . . . . . , . . . . . . . . . . . - - - -- -- - - -- - -- - .-. - 

J 

Result(s) reported meel(s) Regulatory Limit@). 
7 

Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. 
m 

D.F. = Dilution Factor 

Date Reported : 7/5/2006 

Page 22 of 24 Laboratory Manager 



!j7!j&oaclMb~ Road, M&& NY 11747 
(631)@242040.FAX:(631)4M8436 NYSDOHID#IC478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 

Attn To : Bob Lee 

Federal ID 51 11 891 
Collected : 6/15/2006 6:47:00 AM Point NO : 05509 

Received : 611 512006 1:20:00 PM Location : Well # I0 Raw 

Collected By : Client 

Copy : Bob Lee 

Client ID. : 21970-012 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameterb) 

Lindane 

Heptachlor 

Aldrin 

Chlordane 

Heptachlor epoxide 
Dieldrin 

Endrin 
Methoxychlor 

Toxaphene 

Total PCBs 

Results Qualifier - - 
< 0.025 

< 0.025 

.< 0.025 
< 0.50 

< 0.025 
< 0.050 
< 0.050 
< 0.25 

< 2.5 
< 0.50 

D.F. Units - -  Mebod Number 

E505 

E505 
E505 

E505 
E505 
E505 

E505 
E505 

E505 
E505 

Analyzed 

06/20/2006 4.1 3 AM 

06/20/2006 4:13 AM 

06/20/2006 4: 1 3 AM 

06/20/2006 4: 13 AM 

06/20/2006 433  AM 

06/20/2006 433  AM 

06120/2006 4:13 AM 

06/20/2006 4:13 AM 

'06/20/2006 4:13 AM 

06/20/2006 4:13 AM 

w 
rn 
4 
(0 
b 
7 

2 
- ---. - -. . - - - - 

J 

Result(s) reporled meet@) Regulatory Limit(s). 
z 

Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. 
m 

D.F. = Dilution Factor 

Date Reported : 7/5/2006 

Page 23 of 24 Laboratory Manager 



Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton. NY 11 973 

Attn To : Bob Lee 

LABORATORY RESULTS 

Lab No. : 0606652-009B 

Federal ID 51 11891 
Collected : 611 512006 6:25:00 AM Point No : 056-1 9 
Received : 6fi512006 1:20:00 PM Location : Well # I 1  Raw 

Collected By : Client 

COPY : Bob Lee 

CC 

Client ID. : 21970-009 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Hexachlorocyclopentadiene 

Propachlor 

Hexachlorobenzene 

Simazine 

Atrazine 

Metribuzin 

Alachlor 

Metolachlor 

Butachlor 

bis(2-Ethylhexy1)adipate 

Bis(2-ethylhexy1)phthalate 

Benzo(a)pyrene 

Results Qualifier - - 
< 0.64 

< 1.0 

< 0.25 
< 0.50 
< 0.50 

< 0.50 
< 1.0 
< 1.0 

c1.0 ' 

< 1.0 

< 3.0 
< 0.10 

D.F. - 
1 

1 
1 

1 

1 
1 
1 

1 

1 

1 
1 
1 

Method Number 

E525.2 
E525.2 

E525.2 
E525.2 
E525.2 

E525.2 
E525.2 
E525.2 
E525.2 

E525.2 
E525.2 
E525.2 

Analyzed 

06/22/2006 12:35 AM 

06/22/2006 12:35 AM 

06/22/2006 12:35 AM 

06/22/2006 12:35 AM 

06/22/2006 12:35 AM 

06/22/2006 12:35 AM 

06/22/2006 12:35 AM 

06/22/2006 12:35 AM 

06/22/2006 12:35 AM 

06/22/2006 12:35 AM 

06/22/2006 12:35 AM 

06/22/2006 12:35 AM 

7 

-3 

Q 
a 
b 
Y 

2 
.. . .- . . . . - . - .- - . . .- - ..- -. .. . . ...- .- .- .- .- - -. -. -- -- -- .. . . 

1 

Result(s) reported meet@) Regulatory Limit(s). 
7 

Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. P m 
D.F. = Dilution Factor 

Date Reported : 7/5/2006 

Page 13 of 24 Laboratory Manager 



Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 

Attn To : Bob Lee 

LABORATORY RESULTS 

Lab No- : 0606652-0096 

Federal ID 51 11891 
Collected : 611 512006 6:35:00 AM Point NO : 056-19 

Received : 611 5R006 1 :20:00 PM Location : Well #I 1 Raw 

Collected By : Client 

COPY : Bob Lee 

CC 

Client ID. : 21970-009 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameterbl 

Lindane 

Heptachlor 
Aldrin 

Chlordane 

Heptachlor epoxide 

Dieldrin 

Endrin 

Methoxychlor 

Toxaphene 

Total PCBs 

Results Qualifier - - 
< 0.025 

< 0.025 

< 0.025 

< 0.50 

< 0.025 

< 0.050 

< 0.050 

0.25 

< 2.5 

< 0.50 

D.F. Units - -  
1 vs/L 

1 vs/L 

1 vg/L 

1 vg/L 

1 vg/L 

1 lJ9lL 

1 lJg/L 

1 v9lL 

1 vg/L 

1 vgfL 

Method Number 

E505 

E505 

E505 

E505 

E505 
E505 

E505 

E505 

E505 

E505 

Analvzed 

06/20/2006 2:12 AM 

06/20/2006 2:12 AM 

06/20/2006 2:12 AM 

06/20/2006 2:12 AM 
06/20/2006 2:12 AM 

06/20/2006 2:12 AM 

06/20/2006 2:12 AM 

06/20/2006 2:12 AM 

06/20/2006 2:12 AM 

06/20/2006 2: 12 AM 

CV 
d- 

6 
CO 
b 
T 

2 
.. , -. . . . . . - . . . . . . . - . . -- -- - .- .- -. - - - - - 

J 

Result(s) reported meet@) Regulatory Limit(s). 
z 

Result(s) flagged with * Exceed Regulatory Limit(s). Limit noled. 
m 

D.F. = Dilution Factor 

Date Reported : 7/5/2006 

Page 14 of 24 Laboratory Manager 



Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 
Attn To : Bob Lee 

LABORATORY RESULTS 

Lab No. : 0606652-008B 

Federal ID 51 11891 
Collected : 611 512006 6:17:00 AM Point NO : 05820 

Received : 611 512006 1:20:00 PM Location : Well #12 Raw 

Collected By : Client 

Copy : Bob Lee 

CC 

Client ID. : 21970-008 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameter(s1 

Hexachlorocyclopentadiene 

Propachlor 

Hexachlorobenzene 

Simazine 

Atrazine 

Metribuzin 

Alachlor 

Metolachlor 

Butachlor 
bis(2-Ethylhexy1)adipate 

Bis(2-ethy1hexyl)phthalate 

Benzo(a)pyrene 

Results 

< 0.64 

< 1.0 

< 0.25 

< 0.50 

< 0.50 

C 0.50 

< 1.0 
< 1.0 

< 1.0 

< 1.0 

< 3.0 
< 0.10 

Qualifier D.F. - -  
1 

1 

1 

1 

1 

1 

1 

1 

1 
I 

1 

1 

Method Number 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

E525.2 

b 
CY3 

Q 
a 
b 
7 

2 
- .. - . - -. . -- -- - . . .. - - - 

J 

Resull(s) reported meet(s) Regulatory Limit(s). 
7 

Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. P m 
D.F. = Dilution Factor 

Date Reported : 7/5/2006 

Page 10 of 24 Laboratory Manager 



H2M LADS, INC. 
515&oadtkh~ Road, Mdvk NY 11747 
(631)8943040.FAX(€i31)4M8488 NYSDOHID#10478 

Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 

Attn To : Bob Lee 

Federal ID 51 11891 
Collected : 611 512006 6:14:00 AM Point No : 056-20 

LABORATORY RESULTS 

Lab No. : 0606652-0086 

Received : 611 512006 1 :20:00 PM Location : Well # I 2  Raw 

Cullected By : Clier~l 

COPY : Bob Lee 

Client ID. : 21970-008 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameter(s1 

Lindane 

Heptachlor 

Aldrin 

Chlordane 

Heptachlor epoxide 

Dieldrin 

Endrin 

Methoxychlor 

Toxaphene 
Total PCBs 

Results Qualifier - - 
< 0.025 

< 0.025 

< 0.025 

< 0.50 

< 0.025 

< 0.050 

< 0.050 

< 0.25 
< 2.5 - '  

< 0.50 

Method Number 

E505 

E505 

€505 

€505 

E505 

E505 

E505 

E505 

E505 

E505 

Analvzed 

06/20/2006 1:32 AM 

06/20/2006 1 :32 AM 

06/20/2006 1 :32 AM 

06/20/2006 1.32 AM 

06/20/2006 1.32 AM 

06/20/2006 1 :32 AM 

06/20/2006 1 :32 AM 

06/20/2006 1 132 AM 
06/20/2006 1.32 AM 

06/20/2006 1:32 AM 

00 
m 
6 
a 
b 
r 

2 
- ...., . , - . ... . . ,. - - - -- - 

J 

Result(s) reported meet(s) Regulatory Lirnit(s). 
z 

Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. m 
D.F. = Dilution Factor 

Date Reported : 7/5/2006 

Page 11 of 24 Laboratory Manager 





H2M LABS, INC. 

Brookhaven National Lab.-BNLM 
70 Bell Ave. 
Upton, NY i lQ73 
Attn To : Bob Lee 

LABORATORY RESULTS 

Lab No- : 0606652-01 0A 

Federal ID 51 11 891 Client ID. : 21970-010 
Collected : 6/15/06 7:12:00 AM Point NO : 093-07 
Received : 6115106 120:Oo PM Location : Weft #S Raw 

Collected By : Client 

COPY : BobLee 
CC 

Sample Information ... 
Type : Potabk Water 
Origin : Raw Well 

Routine 

- 

Parametem 

Barium 
Beryllium 
Cadmium 
Chromium 

+ Iron 
Manganese 
Nickel 
Silver 
Sodium 
Zinc 
Arsenic 
Lead 
Selenium 
Antimony 
Thallium 
Mercury 

- - 

Results 

< 200 
< 3.0 
< 5.0 

< 10 
* 3770 

82.0 
< 40.0 
< 10 
14000 
< 20.0 
< 3.00 
c 1.00 
< 5.00 
< 5.90 
< 1.90 
< 0.20 

- 

Qualifier D.F. 
1 
I 
1 
1 
1 
1 
1 
1 
1 
1 
1 
1 
1 
1 
1 
1 

- 

Units 

Psn 
clglL 
~191L 
IJgR 
PM- 
vgn 
PS~L  
IJgIL 
usn 
IJgfl 
ugn 
ugn 
ug/l 
ugll 
ugll 

ugn 

Limit - 
2000 
4 
5 
100 
300 
300 
100 
I00 

5000 

10 
15 
50 
6 
2 

2 

Method Number 

E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.8 
E200.8 
E200.8 
EM0.8 
E200.8 
E200.8 

- - 

Result(s) reported rneet(s) Regulatory Limil(s). . 
Result($) flagged with * Exceed Regulatory Umit(s). Limit noted. 
D.F. = Dilution Factor 

Date Reporled : 7/5/06 

Page 3 of 5 Laboratory Manager 



H2M LADS, INC. 

Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 

Attn To : Bob Lee 

LABORATORY RESULTS 

Lab No. : 0606652-01 0A 

Federal ID 51 11 891 
Collected : 611 512006 7:12:00 AM Point NO : 093-07 

Received : 6/15/2006 1:20:00 PM Location : Well #6 Raw 

Collected By : Client 

COPY : Bob Lee 

Client ID. : 21970-01 0 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameterk) 

Chloride 

Color 
Specific Conductivity 

Fluoride 

MBAS 

Nitrogen. Ammonia (As N) 

Nitrite as N 

Nitrate as N 

Odor 

pH 
Sulfate 
Turbidity 

Results 

26.5 

5 

141 

< 0.10 

< 0.08 

< 0.10 

< 0.10 
0.20 

0 

6.2 

9.4 

< 1.0 

Qualifier D.F. - - 
1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

Units - - Limit 

mglL 250 

units 15 

pmhoslcm 

mg/L 2.2 

mg/L 

mg/L 

mglL 1 
mglL 10 

units 3 

pH Units 

mglL 250 

NTU 5 

Method Number 

E325.2 

E l  10.2 

M2510 B 

M4500F C 

E425.1 

E350.1 

E353.2 

E353.2 

E140.1 

E150.1 

E375.4 

E180.1 

d- 
w 
< 
(0 
h 
T 

z 
. . . .- .- . . -. -. . - .. .. . - . . -. . . ,- - - - .-- - -. . 

1 

Result(s) reported meet@) Regulatory Limit(s). 
z 

Result(s) flagged with * Exceed Regulatory Lirnit(s). Limit noted. 
m 

O.F. = Dilution Factor 

Date Reported : 7/5\2006 

Page 15 of 24 Laboratory Manager 





W 2 M  U D S ,  INC. 
575&oa3lM0~ FZd, MMk NY 11747 
(631)~.FAX(631)4208436 NYSDOHID#IC478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 

Attn To : Bob Lee 

Federal ID 51 11 891 
Collected : 6/15/2006 7:02:00 AM Point NO : 092-03 

Received : 611 512006 1:20:00 PM Location : Well #7 Raw 

Collected By : Client 

Copy : Bob Lee 

Client ID. : 21970-011 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameter(s1 

Chloride 

Color 

Specific Conductivity 
Fluoride 

MBAS 

Nitrogen, Ammonia (As N) 

Nitrite as N 

Nitrate as N 

Odor 

pH 
Sulfate 

Turbidity 

Results 

23.1 

5 

134 
< 0.10 

< 0.08 

< 0.10 

< 0.10 

0.24 

0 

6.2 

10.4- 

< 1.0 

Qualifier D.F. 
1 

1 
I 

1 

1 

1 

1 

1 

1 

1 

1 

1 

Limit Units - 

mg/L 250 

units 15 

pmhoslcm 

mg/L 2.2 

mglL 

mglL 

mglL 1 

mglL 10 

units 3 

pH Units 

mg/L 250 

NTU 5 

Method  umber 
E325.2 

E l  10.2 

M2510 B 

M4500F C 
~425.1 

E350.1 

E353.2 

E353.2 

E140.1 

E150.1 

E375.4 

E180.1 

03 
d- 

Q 
CO 
b 
Y 

2 
- ..-. - -- - 

1 

Result(s) reported rneet(s) Regulatory Lirnit(s). 
z 

Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. 
m 

D.F. = Dilution Faclor 

Date Reported : 7/5/2006 

Page 18 of 24 Laboratory Manager 



5 7 5 h i X f W  Road, Md& NY 11747 
(631)8943040.FAX:~1142Q84X ~ I D # 1 0 4 7 8  

Brookhaven National Lab.-BNLM 
70 Bell Ave. 
Upton, NY 11973 
Attn To : Bob Lee 

LABORATORY RESULTS I 
Lab No- : 0606652-01 2A Sy-nple Information ... 

Type ; Potable Water 
ohgin : Raw we11 

1 Routine 
Federal ID 511 1891 Client ID. : 21970-012 1 
Collected : 611Y06 6:41:00AM Point No : 05509 I 
Received : 6/15/06 120:OO PM Location : Well # lo  Raw 
Collected By : Client I 

COW : Bob Lee 

CC 
I 

parameterls) 

Barium 
Beryllium 
Cadmium 
Chromium 
Iron 
Manganese 
Nickel 
Silver 
Sodium 
Zinc 
Anenic 
Lead 
Selenium 
Antimony 
Thallium 
Mercury 

Results 

c 200 
c 3.0 
< 5.0 
c 10 
24.4 
c 10 
c 40.0 

10 
i0100 
< 20.0 
< 3.00 
< 1.00 
c 5.00 
< 5.90 
c 1.90 
< 0.20 

Qualifier D,F. 

1 
1 
I 
1 
1 
I 
7 
1 
1 

I 
1 
I 
1 
1 
1 
1 

Units - 
IJsn 
IJglL 
IJgn 
vglL 
v9lL 
IJgL 
IJ9L 
IJgL 
IJgIL 
IJgfl 
ugll 

ugn 
ugll 
ugll 
. ugn 
USA 

Limit - 
2000 
4 
5 
I DO 

300 
300 
100 
100 

5000 
10 
15 
50 
6 
2 
2 

Method Numbdr 

EZ00.7 1 
E200.7 1 
E200.7 
E200.7 
E200.7 
E200.7 1 
E200.7 1 
E200.7 1 
E200.7 
E200.7 I 
E200.8 1 
E200.8 I 
€200.8 1 
E200.8 
E200.8 

I 
E200.8 

Result(~) reported meet(~) Regulatory Limit(~). 
Result(s) flagged wib * Exceed Regulatory Limit($). Limit noted. 
D.F. = Dilulim Factu 

Date Reported : 7/5/06 

Page 5 of 5 ~aboratod Manager 



!775&oadWb~ Road Mel\We NY 11747 
(631)8943040. FAX (631)4208436 NYSOOH ID#IW78 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 

Attn To : Bob Lee 

Federal ID 51 11 891 Client ID. : 21970412 
Collected : 611 512006 6141 :00 AM Point No : 05509 

Received : 6/15/2006 1:20:00 PM Location : Well # I0  Raw 

Collected By : Client 

COPY : Bob Lee 

CC 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameter(s1 

Chloride 

Color 

Specific Conductivity 

Fluoride 

MBAS 

Nitrogen, Ammonia (As N) 

Nitrite as N 

Nitrate as N 

Odor 

pH 
Sulfate 

Turbidity 

Results 

15.4 

< 5 

11 5 
< 0.10 

< 0.08 

< 0.10 

< 0.10 

0.35 

0 
6.9 

6.2 

< 1.0 

Qualifier D.F. - - 
1 

1 

1 

1 

1 

1 

1 

1 
1 

1 

1 

1 

Units - Limit 
mg/L 250 

units 15 

~mhoslcm 

mg/L 2.2 

mg/L 

mglL 

mg/L 1 

mglL . 10 

units 3 
pH Units 

mg/L 250 

NTU 5 

Method Number 

E325.2 

E l  10.2 

M2510 B 

M4500F C 

E425.1 

E350.1 

E353.2 

E353.2 
E140.1 

E150.1 

E375.4 

E180.1 

Analyzed 

0611 612006 2:59 PM 

0611 612006 6:59 AM 

06/21/2006 5:10 PM 

06/20/2006 1 1 :20 AM 

0611 612006 6:32 AM 

0611 9/2006 I :01 PM 

0611 6M006 9:48 AM 

06/16/2006 1.40 PM 

0611 612006 6:58 AM 

06/1512006 5:30 PM 

06/22/2006 1 :42 PM 

0611 612006 7:19 AM 

a 
b 
T 

2 
1 

.. - . - .-. - - . - .. --. ,- . -- -- . . - - . . -- 

Result(~) reported meet(~) Regulatory Limit(~). 
z 

Resull(s) flagged with * Exceed Regulatory Lirnit(s). Limit noted. 
m 

D.F. = Dilution Factor 

Date Reported : 7/5/2006 

Page 21 of 24 Laboratory Manager 



H2M LABS, INC. 

Brookhaven National Lab.-BNLM 
70 Bell Ave. 
Upton, NY 11973 
Attn To : Bob Lee 

LABORATORY RESULTS 

b b  No. : 06066521009A 

Federal ID 51 11891 Client ID. : 21970-009 
Collected : 6ll5lO6 6:28:00 AM Point NO : 056-19 

Received : 611 5/06 1 :20:00 PM Location : Well #I 1 Raw 
Collected By : Client 

Copy : Bob Lee 

Sample Information ... 
Type : Potable Water 
Origin : Raw Well 

Routine 

- - - - -  

Parameteris) 

Barium 
Beryllium 
Cadmium 
Chromium 
Iron 
Manganese 
Nickel 
Sifver 
Sodium 
Zinc 
Arsenic 
Lead 
Selenium 
Antimony 
Thallium 
Mercury 

-- 

Results 

< 200 
< 3.0 
c 5.0 

< 10 
< 20.0 
< 10 
< 40.0 
< 10 
12100 
< 20.0 
< 3.00 
< 1.00 
< 5.00 
< 5.90 
< 1.90 
< 0.20 

-- - - 

Qualifier D.F, 

1 
1 
1 

1 
1 
1 
1 
1 
1 
1 
1 
1 
1 
1 
1 

1 

Units - Limit - 
2000 
4 
5 

100 
300 
300 
100 
100 

Method Number 

E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.8 
E200.8 
E200.8 
E200.8 
E200.8 
€200.8 

Result(~) reported meet(~) Regulatory Lirnil(s). 
Result($) flagged with * Exceed Regulatory Llmil(s). Limit noled. 
D.F. = Dilution Factor 

Date Reported : 7/5/06 

Page 2 of 5 Laboratory Manager 



m w m  ~oad,  w NY 11747 
( 6 3 1 ) ~ . F A X  (631)4208436 NYSDOH ID#IW78 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 

Attn To : Bob Lee 

Federal ID 51 11 891 
Collected : 611512006 6:28:00 AM Point NO : 056-1 9 

Received : 6/15/2006 1:20:00 PM Location : Well #11 Raw 

Col!ected By : Client 

Copy : Bob Lee 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Client ID. : 21970-009 

Parameteds) 

Chloride 

Color 

Specific Conductivity 

Fluoride 

MBAS 

Nitrogen. Ammonia (As N) 

Nitrite as N 

Nitrate as N 

Odor 

pH 
Sulfate 

Turbidity 

Results 

18.0 

< 5 

124 

< 0.10 
< 0.08 

< 0.10 
< 0.10 
0.27 
0 

6.3 
8.6 
< 1.0 

Qualifier D.F. - -  
I 

1 

1 
1 

1 
1 

1 
1 

. 1 
1 

1 
1 

Units - Limit 

mglL 250 

units 15 

pmhoslcm 

mg/L 2.2 

mg/L 

mg lL 

mglL 1 
mg/L 10 
units 3 
pH Units 

mg/L 250 

NTU 5 

Method Number 

E325.2 

E l  10.2 
M2510 B 

M4500F C 

E425.1 
E350.1 

E353.2 
E353.2 

E140.1 
E150.1 

E375.4 
E180.1 

Analvzed 

0611 612006 2:57 PM 

0611 612006 6:56 AM 

06/21/2006 5:07 PM 

06120/2006 1 1 :05 AM 

06/16/2006 6:26 AM 
0611 912006 1254 PM 

0611 612006 9:44 AM 
0611 612006 1 :37 PM 
0611 612006 6:55 AM 

0611 512006 5:27 PM 

06/22/2006 1 :36 PM 

0611 612006 7: 16 AM 

0 
TI- 

Q 
(0 
b 
T 

2 
- . .- . . . -- . . . , - - -- . 

1 

Result(s) reported rneet(s) Regulatory Lirnit(s). 
z 

Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. 
! 

m 
D.F. = Dilution Factor 

Date Reported : 7/5/2006 

Page 12 of 24 Laboratory Manager 



Brookhaven National Lab.-BNLM 
70 Bell Ave. 

LABORATORY RESULTS 

Lab No- : 0606652-008A 

Uptoni NY 11973 
Attn To : Bob Lee 

Federal ID 51 1 1891 Client ID. : 21970-008 
Collected : Wl5lOS 6:05:00 AM Point NO : 05820 
Received : 611 5106 f:20:00 PM Location : Well #12 Raw 
Collected By : Client 

COPY : BobLee 
CC 

Sample Information... 
Type : Potable Water 
Origin : Raw Well 

Routine 

Parameterts] 

Barium 
Beryllium 
Cadmium 
Chromium 
Iron 
Manganese 
Nickel 
Silver 
Sodium 
Zinc 
Arsenic 
Lead 
Selenium 
Antimony 
Thallium 
Mercury 

Results 

< 200 
< 3.0 
< 5.0 
< 10 
< 20.0 
< 10 
< 40.0 
-= 10 
141 00 
< 20.0 

< 3.00 
1.72 
< 5.00 
< 5.90 
< 1.90 
< 0.20 

Qualifier D.F. 
1 
1 
1 
1 
1 

1 

1 
1 

1 
1 
1 

1 
I 

1 
1 

1 

Units - 
C19R 
Clgn 
P!YL 
IJgL 
IJsn 
vglL 

ClgR 
IJSlL 
C19/L 
ugn 
ugll 

ugn 
ug/l 
u gn 

'Jgn 

Limit - 
2000 
4 
5 
100 
300 
300 
100 
100 

5000 
10 
15 
50 
6 
2 
2 

Method Number 

E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.8 
E200.8 
E200.8 
E200.8 
E200.8 
E200.8 

Result(s) reported rneet(s) Regulalo~/ Limit@). 
Result(s) flagged with * Exceed Regulatory Limil(s). Limit noted. 
D.F. = Dilution Factor 

Date Reported : 7/5/06 

Page 1 of 5 Laboratory Manager 



575BroadHdlojv Road, Mehae NY 11747 
(631) 604304). FAX: (631) 420-8426 NYSDOH ID# 10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 
Upton, NY 11973 

Attn To : Bob Lee 

Federal ID 51 11891 
Collected : 611 512006 6:05:00 AM Point NO : 056-20 

Received : 611 512006 1 :20:00 PM Location : Well # I2  Raw 

Collected By : Client 

Copy : Bob Lee 

Client ID. : 21970-008 

Sample Information ... 
Type : Potable Water 
Origin : Raw Well 

Routine 

Parameterts) 

Chloride 

Color 
Specific Conductivity 
Fluoride 

MBAS 
Nitrogen, Ammonia (As N) 
Nitrite as N 
Nitrate as N 
Odor 

pH 
Sulfate 
Turbidity 

Results Qualifier D.F. - -  
I 

1 

1 

1 

1 

1 
1 
1 
1 

1 .  

1 
1 

Units Limit 
mglL 250 

units 15 

j.~mhoslcm 
mglL 2.2 

mglL 
mglL 
mglL 1 

mglL 10 
units 3 

pH Units 
mglL 250 

NTU 5 

Method Number 

E325.2 

E l  10.2 

M2510 B 
M4500F C 

E425.1 

E350.1 
E353.2 

E353.2 
E140.1 

E150.1 
E375.4 
E180.1 

Analyzed 

0611 612006 2:56 PM 

0611 612006 6:55 AM 
0612112006 5:05 PM 
0612012006 10:50 AM 
0611 612006 6:24 AM 

0611 912006 12:53 PM 
0611 612006 9:43 AM 
0611 612006 1 :33 PM 
0611 612006 654 AM 
0611 512006 526 PM 
06/22/2006 1 :34 PM 
0611 612006 7.1 5 AM 

a 
c 9  

< 
a 
b 
7 

2 
.- - -- -- 

A 

Result(s) reported meet(s) Regulatory Lirnit(s). 
7 

Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. m 
D.F. = Dilution Factor 

Date Reported : 71512006 

Page 9 of 24 Laboratory Manager 





575&cedHdlorY Road. W NY 11747 
(631)8963040.FAX-(631)4208436 NYSDOHID#IC478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11 973 

Attn To : Bob Lee 

Federal ID 51 11891 Client ID. : 21972-009 

Collected : 71712006 10:30:00 AM Point No : 093-07 

Received : 7ff12006 3:30:00 PM Location : Well #6 Raw 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Sample Information ... 
Type :. Potable Water 

Origin : Row Well 

Routine 

Parameter(s1 

Total Coliform 

E-Coliform 

Dichlorodifluoromethane 

Chloromethane 

Vinyl chloride 

Bromomethane 

Chloroethane 

Trichlorofluoromethane 

I. I -Dichloroethene 
Methylene chloride 

trans-1,2-Dichloroethene 

I ,I -Dichloroethane 

2,2-Dichloropropane 

cis-? ,2-Dichloroethene 

' Bromochloromethane 

Chloroform 

I ,I , I  -Trichloroethane 
Carbon tetrachloride 

I .I-Dichloropropene 
1,2-Dichloroethane 

Benzene 

Trichloroethene 

1,2-Dichloropropane 

Dibromomethane 

Bromodichloromethane 

cis-1,3-Dichloropropene 

Toluene 

trans-I ,3-Dichloropropene 

1 ,I ,2-Trichloroethane 

Tetrachloroethene 

1,3-Dichloropropane 

Dibromochloromethane 

Chlorobenzene 

1 ,I ,I ,2-Tetrachloroethane 

Ethylbenzene 

m,p-Xylene 

o-Xylene 

Styrene 

Bromoforrn 

Results Qualifier - - 
Negative 

Absent 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 . 
< 0.50 

- ..- .... . .. . . . . ..... . . . . . . . - . . . . 

Resull(s) reported rneel(s) Regulalory Lirnit(s). 
Resull(s) flagged wilh * Exceed Regulatory Lirnil(s). Lirnil noled. 
D.F. = Dilulion Faclor 

D.F. - 
1 

1 

Units - Limit - 
Negative 

Absent 

Method Number 

M9223 

M9223 

Analvzed 

07/08/2006 12:OO PM 

07/08/2006 12:OO PM 

0711 912006 9:41 AM 

07/19/2006 9:41 AM 

07/19/2006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

07/19/2006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

07/19/2006 9:41 AM 
0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

07/19/2006 9:41 AM 
0711 912006 9:41 AM 

07M912006 9:41 AM 

07/19/2006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711912006 9:41 AM 

07/19/2006 9:41 AM 

0711912006 9:41 AM 

07/19/2006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

07/19/2006 9:41 AM 

07/19/2006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 9/2006 9:41 AM 

07/19/2006 9:41 AM 

07/19/2006 9:41 AM 

Date Reported : 7/31/2006 

Page 9 of 33 Laboratory Manager 



HZM LABS, INC. 

Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Attn To : Bob Lee 

LABORATORY RESULTS 

Lab No- 060741 1-01 0A 

Federal ID 51 11891 

Collected : 7/7/2006 10:15:00 AM Point No : 092-03 
Received : 7/7/2006 3:30:00 PM Location : Well #7 Raw 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Client ID. : 21972410 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameterts) 

Total Coliform 

E-Coliform 

Dichlorodifluoromethane 
Chlorornethane 
Vinyl chloride 
Bromornethane 
Chloroethane 
Trichlorofluoromethane 
1 ,I-Dichloroethene 
Methylene chloride 
trans-1,2-Dichloroethene 

I, I-Dichloroethane 
2,2-Dichloropropane 
cis-I ,2-Dichloroethene 
Bromochloromethane 
Chloroform 
1,1,l -Trichloroethane 
Carbon tetrachloride 
I ,I-Dichloropropene 
I ,2-Dichloroethane 
Benzene 
Trichloroethene 
1,2-Dichloropropane 
Dibromomethane 
Bromodichloromethane 
cis-I ,3-Dichloropropene 
Toluene 
trans-1.3-'Dichloropropene 

1 ,I ,2-Trichloroethane 
Tetrachloroethene 

1,3-Dichloropropane 

Dibromochlorornethane 

Chlorobenzene 
1 ,I ,I .2-Tetrachloroethane 

Ethylbenzene 

m,p-Xylene 

o-Xylene 
Styrene 

Bromoform 

Results Qualifier - - 
Negative 
Absent 

. . .. .- . - . . . - - - . . . . . . . . . . , . . - -. . . . . . . . . . . - . . - - - . . - . . - - - - - - . . . . . . - . - . - -. - -. . -. . . 

Result(s) reported meel(s) Regulatory Limit(s). 
Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. 
D.F. = Dilution Factor 

D.F. - 
1 

1 

Units - Limit Method Number 

Negative M9223 
Absent M9223 

Analyzed 

07/08/2006 12:00 PM 
0710812006 12:OO PM 

Date Reported : 713112006 

Page 11 of 33 Laboratory Manager 



9 5 8 r c e d W  Road, MMe NY 11747 
(631) 8943040. FAX (631)42MC36 M/S03H ID# 10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY I f973 

Attn To : Bob Lee 

Federal ID 51 11891 Client ID. : 21972413 

Collected : 7ff12006 8:30:00 AM Point No : 05509 
Received : 7ffI2006 3:30:00 PM Location : Well #I0 Raw 

Collcctcd By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Sample Information ... 
Type : Potable Water 

Origin : Raw Wcll 

Routine 

Parameterlsj 

Total Coliform 

EColiforrn 

Results Qualifier D.F. Units - P 

Negative 1 
Absent 1 

Dichlorodifluoromethane < 0.50 1 

Chloromethane < 0.50 1 

Vinyl chloride < 0.50 1 

Brornomethane c 0.50 1 

Chloroethane < 0.50 I 

Trichlorofluoromethane < 0.50 . 1 

1 ,I -Dichloroethene < 0.50 1 
Methylene chloride < 0.50 1 
trans-1 ,2-Dichloroethene < 0.50 1 

1 .I -Dichloroethane < 0.50 1 

2,2-Dichloropropane < 0.50 1 

cis-? ,2-Dichloroethene < 0.50 1 
Bromochloromethane c 0.50 1 

Chloroform 0.52 
. . 

1 

1,l ,I-Trichloroethane < 0.50 1 

Carbon tetrachloride < 0.50 1 
1 ,I-Dichloropropene < 0.50 1 
1,2-Dichloroethane < 0.50 1 
Benzene < 0.50 1 

Trichloroethene < 0.50 1 
1,2-Dichloropropane < 0.50 1 

Dibromornethane < 0.50 1 
Bromodichlorome thane < 0.50 1 

cis-I ,3-Dichloropropdne < 0.50 1 

Toluene c 0.50 1 

trans-1,3-Dichloropropene < 0.50 1 

I.,I ,2- richl lo roe thane .c 0.50 1 

Tetrachloroethene < 0.50 1 

1,3-Dichloropropane < 0.50 1 

Dibromochlorornethane < 0.50 1 

Chlorobenzene < 0.50 1 

1 .I ,I ,2-Tetrachloroethane c 0.50 1 

Ethylbenzene < 0.50 1 

m,p-Xylene < 0.50 1 

o-Xylene < 0.50 1 

Styrene < 0.50 1 

Bromoforrn c 0.50 1 
. . . .-- - .. -- . . . . . - . - - - 

Resull(s) reported rneet(s) Regulatory Limit(s). 
Result(s) flagged wilh * Exceed Regulatory Limit(s). Limit noled. 
D.F. = Dilution Factor 

Date Reported : 713112006 

Page 17 of 33 

Limit - 
Nega live 
Absent 

5 

. 5  
2 

5 

5 
5 

5. 
5 
5 
5 
5 

5 
5 

50 
5 
5 
5 

5 
5 

5 

5 .  
5 

50 

5 
5 
5 

5 

5 
5 

50 

5 
5 

5 

5 

5 

5 

50 

Method Number 

M9223 
M9223 

E524.2 

E524.2 
E524.2 

E524.2 

E524.2 
E524.2 
E524.2 
E524.2 
E524.2 
E524.2 
E524.2 

. E524.2 
E524.2 

E524.2 
E524.2 

E524.2 
E524.2 

E524.2 
E524.2 
E524.2 
E524.2 
E524.2 

E524.2 .. 

E524.2 
E524.2 
E524.2 

E524.2 
E524.2 

E524.2 

E524.2 

E524.2 
E524.2 

E524.2 
E524.2 

E524.2 

E524.2 

E524.2 

Analyzed 

07/08/2006 12:OO PM 

07/08/2006 12:OO PM 

0711 912006 11 :30 AM 
07/19/2006 I 1  :30 AM 

0711 912006 11 :30 AM 
07/19/2006 11 :30 AM 

0711 912006 11 :30 AM 
0711 912006 1 1 :30 AM 

0711 912006 11 :30 AM 
0711 912006 1 1 :30 AM 

0711 912006 11 :30 AM 
0711 912006 11 :30 AM 

0711 912006 11 :30 AM 
0711 912006 11 :30 AM 
0711 912006 11 :30 AM 

0711 912006 11 :30 AM 
0711 912006 11 :30 AM 

0711 912006 1 1 :30 AM 
0711 912006 11 :30 AM 
0711 912006: 1 :30 AM 

07M 912006 11:30 AM 
07/19/2006 11 :30 AM 
07H912006 11:30 AM 

0711 912006 11 :30 AM 

Laboratory Manager 



. . 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 
Lab No. : 0607411-011A 

Upton, NY 11973 

Attn To : Bob Lee 

Federal ID 51 11891 
Collected : 7i712006 7:45:00 AM Point NO : 056-19 

Received : 7n/2006 3:30:00 PM Location : Well # I  1 Raw 

Collected By : CLIENT 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Client ID. : 21972-01 1 

COPY : Original 

CC ; Bob Lee 

Parameterls) - Results - Qualifier 

Total Coliform 
E-Coliforrn 

Negative 

Absent 

Dichlorodifl uororne thane < 0.50 

Chloromethane 
Vinyl chloride 
Bromomethane 

Chloroethane 
Trichlorofluoromethane 

I ,l-Dichloroethene 
Methylene chloride 
trans-1.2-Dichloroethene 
I , I  -Dichloroethane 
2,2-Dichloropropane 
cis-1.2-Dichloroethene 
Bromochloromethane 
Chloroform 

1 , I  ,I -Trichloroethane 
' Carbon tetrachloride 

7,l-Dichloropropene 
1,2-Dichloroethane 

Benzene 
Trichloroethene < 0.50 

1,2-Dichloropropane < 0.50 

Oibrornomelhane < 0.50 . 

cis-1,3-Dichloropropene < 0.50 
Toluene < 0.50 

trans-l,3-Dichloropropene < 0.50 

1,1,2-Trichloroethane < 0.50 

Tetrachloroethene < 0.50 

I ,3-Dichloropropane < 0.50 

Dibromochlorornethane < 0.50 

Chlorobenzene < 0.50 
1 , I  , I  ,2-Tetrachloroethane < 0.50 

Ethylbenzene 

rn,p-Xylene 

o-Xylene 

Styrene 

Bromoforrn 

Result(s) reporied meel(s) Regulatory Lirnil(s). 
Result(s) flagged with * Exceed Regulatory Limil(s). Limit noled. 
D.F. = Dilution Factbr 

D.F. - 
1 

1 

1 

1 
1 
1 

1 

1 

I 

1 
1 

1 
1 

1 

1 
1 

1 
1 

1 
I 
1 

1 
1 

1 
1 

1 
1 
1 

1 

1 
1 

1 

1 

1 

1 

1 
1 

1 

I 
. . . . . . . . . 

Negative 

Absent 

Method Number 

M9223 

M9223 

E524.2 
E524.2 
E524.2 
E524.2 

E524.2 
E524.2 
E524.2 

E524.2 
E524.2 

E524.2 
E524.2 

E524.2 
E524.2 
E524.2 
E524.2 
E524.2 

E52d.2 
E524.2 

E524.2 
E524.2 
E524.2 

E524.2 

E524.2 
E524.2 
E524.2 
E524.2 

E524.2 
~52412 

E524.2 

E524.2 

E524.2 

E524.2 

€524.2 

E524.2 

E524.2 

E524.2 

E524.2 

Date Reported : 7/31/2006 

Page 13 of 33 Laboratory Manager 



LABORATORY RESULTS 

Lab No. : 060741 1-01 2A 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11 973 

Attn To : Bob Lee 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Federal ID 51 11891 

Collected : 7m2006 7:30:00 AM Point No : 056-20 
Received : 7ffl2006 3:30:00 PM Location : Well #I2 Raw 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Client ID. : 21972-012 

~ - 

Parameterfs) Results Qualifier - - D.F. Units - -  
I 

1 

Limit - Method Number Analyzed 

Negative M9223 07/08/2006 12:OO PM 

Absent M9223 07/08/2006 12:OO PM 

Total Coliform 

E-Coliforrn 

Negative 

Absent 

Dichlorodifluorornethane 
Chlorornethane 
Vinyl chloride 

Brornornethane 

Chloroethane 

Trichlorofluorornethane 

1 ,l-Dichloroethene 

Methylene chloride 
trans-1,2-Dichloroethene 

I ,l -Dichloroethane 

2,2-Dichloropropane 
cis-1,2-Dichloroethene 

Bromochloromethane < 0.50 

Chloroform 

1 ,I ,I-Trichloroethane 

Carbon tetrachloride 

1 .I-Dichloropropene 

1.2-Dichloroethane 

Benzene 
Trichloroethene 

1,2-Dichloropropane 

Dibromomethane < 0.50 

Brornodichloromethane < 0.50 

cis-1,3-Dichloropropene < 0.50 

Toluene < 0.50 

trans-1,3-Dichloropropene < 0.50 

1 , I  ,2-Trichloroethane < 0.50 

Tetrachloroethene 

1,3-Dichloropropane 

Dibrornochlorornethane 

Chlorobenzene < 0.50 

1 , I  .I ,2-Tetrachloroethane ' < 0.50 

Ethylbenzene < 0.50 

m.p-Xylene 

o-Xylene 

Styrene 

Bromoform 
. .- . . . - 

Result(s) reported meet(s) Regulatory Lirnit(s). 
Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. 
D.F. = Dilulion Factor 

Date Reported : 713112006 

Laboratory Manager Page 15 of 33 



575&cedWRoad, W NY 11747 
(631)W-XMO. FAX (631)4- NYSDOH ID# 10478 

Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 

Attn To : Bob Lee 

LABORATORY RESULTS 

Lab No- 060741 1 -01 4A Sample Information ... 
Type : Potable Water 

Origin : Treated Well 

Routine 

Federal ID 51 11 891 Client ID. : 21972-014 
Collected : 7i7t2006 12:45:00 PM Point NO : 073-20 

Received : 7i712006 3:30:00 PM Location : Wtf Packed Tower 648 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Parameter(s) 

Total Coliform 

E-Coliform 

- - - 

Results Qualifier D.F. - Limit Method Number Analyzed - - -  
Negative 1 Negative M9223 07/08/2006 12:OO PM 

Absent 1 Absent M9223 07/08/2006 12:OO PM 

Result(~) reported meet(~)  Regulatory Limit(~). 
Result(s) flagged with * Exceed Regulatory Limit(s). Limit noled 
D.F. = Dilution Factor 

Date Reported : 7/31/2006 

Page 19 of 33 Laboratory Manager 



HZM UDS,  lNC. 
msroadm ~ o a d  ~ehrlle NY 11747 
(631)804-304.FFAX:(631)420&136 NYSOOHID#10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 
70 Bell Ave. 

Upton, NY 11973 

Attn To : . Bob Lee 

Federal ID 51 11 891 Client ID. : 21972-020 

Collected : 7/7/2006 8:35:00 AM Point No : 05536 

Received : 7n12006 3:30:00 PM Location : Well # I0 Gac Filter 654 

Collected By : CLIENT 

COPY : Original 

CC : Bob Lee 

Sample Information ... 
Type : Potable Water 

Origin : Treated Well 

Routine 

Pararneter(s1 

Total Coliform 

E-Coliform 

Results Qualifier D.F. Units - 
P - Limit Method Number Analyzed 

Negative 1 Negative M9223 07/08/2006 12:OO PM 

Absent 1 Absent M9223 07/08/2006 12:OO PM 

Result(s) reported meel(s) Regulatory Limit(s). 
Result(s) flagged with * Exceed Regulatory Lirnit(s). Limit noted 
D.F. = Dilution Factor 

Date Reported : 7/31/2006 

Page 28 of 33 Laboratory Manager 



H2M LABS, lNC. 
5 7 5 k d F k f b  Road, MehWe NY 11747 
(C31)8943040. FAX (631)4208426 NYSDOH ID#10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 

Attn To : Bob Lee 

~ a h p ~ e  Information ... 
Type : Potable Water 

Routine 

Federal ID 51 11891 Client ID. : 21972-016 
Collected : 7/7/2006 7:50:00 AM Point No : 056-31 
Received : 7f712006 3:30:00 PM Location : Well # I  1 Gac Filter 655 

Collected By : CLIENT 1 
COPY : Original 1 

cc ; B O ~  Lee I 
- -~ -- -- - 

Parameter(s1 

Total Coliform 

E-Coliform 

- - - - - - - - 
1 -  -- 

Results Qualifier D.F. Units - - - Limit Method Number Analyzed 

Negative 1 Negative M9223 07/08/2006 12:OO PM 

Absent 1 Absent M9223 1 07/08/200612:00PM 

Resull(s) reported meet(s) Regulatory Limit@). 
Result(s) flagged with * Exceed Regulatory Limit(s). Limit noled 
D.F. = Dilution Factor 

Date Reported : 7/31/2006 

Page 22 of 33 Labor to Manager 4 



575kdHdloJv W. MdFk NY 11747 
(631)6943040.FAX:(631)4208436 NYSDOHID#10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 

Attn To : Bob Lee 

Federal ID 51 1 1891 Client ID. : 21972-018 

Collected : 7R12006 7:35:00 AM Point No : 056-32 

Received . : 7/7/2006 3:30:00 PM Location : Well # I2 Gac Filter 657 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Sample Information ... 
Type : Potable Water 

Origin : Treated Well 

Routine 

Parameterb) 

Total Coliform 

E-Coliform 

- 

Results Qualifier D.F. Units - - - Limit Method Number Analvzed 

Negative 1 Negative M9223 07/08/2006 12:00 PM 
Absent 1 Absent M9223 07/08/2006 12:OO PM 

T 

LO 

6 
m 
b 

r r  

. . . . . . . . . . - -- -- . .. - . -. - .- - . . - -- - --- - -. . - - - 
2 
1 

Result(s) reported meet(s) Regulatory Lirnit(s). 7 
Result(s) flagged will1 Exceed Regulatory Limit(s). Limit noted. D l  
D.F. = Dilution Factor 

Date Reported : 7/31/2006 

Page 25 of 33 Laboratory Manager 



- '  ATTACHMENT VIII 

Brookhaven National Laboratory 

Potable Water Supply 

2006 Third Quarter Principal Organic Compound Analyses . 

for the BNL Potable Water Distribution System 

and Potable Water Wells. 



57 '5~H300N Road, MMk NY 11747 
(631)6843040.FAX:(631)4208436 NYSOOHID#10478 

Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11 973 

Attn To : Bob Lee 

LABORATORY RESULTS 

Lab No. : 060741 1 -009A Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 
Federal ID 51 11 891 Client ID. : 21972-009 

Collected : 74712006 10:30:00 AM Point No : 093-07 

Received : 7/7/2006 3:30:00 PM Location : Well #6 Raw 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Parameter(sl 

Total Coliform 

E-Coliform 

- - -- 

Results Qualifier D.F. Units - - 
Negative 1 

Absent 1 

Limit - Method Number Analvzed 

Negative M9223 0710812006 12:OO PM 

Absent M9223 0710812006 12:OO PM 

Dichlorodifluoromethane 

Chloromethane 

Vinyl chloride 

Bromomethane 

Chloroethane 
Trichlorofluoromethane 

I ,I  -Dichloroethene 

Methylene chloride 

trans-1,2-Dichloroethene 

I .l-Dichloroethane 

2,2-Dichloropropane 

cis-1.2-Dichloroethene 

Bromochloromethane 

Chloroform 

1 , I  ,I-Trichloroethane 

Carbon tetrachloride 
1 .I -Dichloropropene 

I .2-Dichloroethane 

Benzene 

Trichloroethene 

1 .2-Dichloropropane 

Dibromomethane 

Bromodichloromethane 

cis-1,3-Dichloropropene 

Toluene 

trans-1,3-Dichloropropene 

1,1,2-Trichloroethane 

Tetrachloroethene 

1,3-Dichloropropane 

Dibromochloromethane 

Chlorobenzene 

1 , I  , I  ,2-Tetrachloroethane 

E thylbenzene 

m,p-Xylene 

o-Xylene 

Styrene 

Bromoform 
- - - - .- .- -- .. - . - . - . . .. - . - . - - . - - - . . . . . . . . -. - - - . -- . - -- - - - . . - . . . . . . - - . . . . . .- - - - - 

Result(s) reported meet(s) Regulatory Lirnit(s). 
Resull(s) flagged with Exceed Regulatory Limit(s). Limit noted. 
D.F. = Dilution Factor 

Date Reported : 713112006 

Page 9 of 33 Laboratory Manager 



! 3 5 & o a d ~  Road, M M e  NY 11747 
(631)8913040.FAX(631)4M8436 NYSDOH ID#IW78 

Brookhaven National Lab.-BNLM 

70 Bell Ave. 

LABORATORY RESULTS 

Lab No. : 060741 1 -009A 

Upton, NY 11 973 
Attn To : Bob Lee 

Federal ID 51 11891 Client ID. : 21972-009 
Collected : 7/7/2006 10:30:00 AM Point NO : 093-07 

Received : 71712006 3:30:00 PM Location : Well #6 Raw 

Collected 8y : CLIENT 

COPY : Original 

CC ; Bob Lee 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameter(s1 
lsopropylbenzene 

Bromobenzene 

1 ,I ,2,2-Tetrachloroethane 

1,2,3-Trichloropropane 

n-Propylbenzene 

214-Chlorotoluene 

1,3,5-Trimethylbenzene 

tert-Butylbenzene 

1,2,4-Trimethylbenzene 

sec-Butylbenzene 

n-Butylbenzene 

1,3-Dichlorobenzene 

1 ,4-Dichlorobenzene 

4-lsopropyltoluene 

1 ,2-Dichlorobenzene 

1,2,4-Trichlorobenzene 

Hexachlorobutadiene 

1,2,3-Trichlorobenzene 

Methyl tert-butyl ether 

Results Qualifier - - 
< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 ' 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 ' 

< 0.50 

D.F. Units - -  
1 clglL 

1 lJs/L 

1 IJglL 

1 lJglL 

1 lJglL 

1 clglL 

1 IJglL 

1 PgIL 

1 lJg/L 

1 clglL 

1 IJglL 

1 Pg/L 

1 clglL 

1 clglL 

1 lJg/L 

1 PglL 

1 iJg/L 

1 lJg/L 

1 IJglL 

Method Number 
E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

Analvzed 
0711 912006 9:41 AM 

07/19/2006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

0711 912006 9:41 AM 

Result(s) reported meet@) Regulatory Limit(s). 
Result($) flagged with * Exceed Regulalory Limit(s). Limit noted. 
D.F. = Dilution Factor 

Date Reported : 7/31/2006 

Page 10 of 33 Laboratory Manager 



RS&oadl-kh~ Road, Mddk NY 11747 
(631)@3KKM. FAX(631)4208436 NYSDOH ID#10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 
Lab No- : 060741 1-01 0A 

Attn To : Bob Lee 

Federal ID 51 11 891 Client ID. : 21972-01 0 

Collected : 7/7/2006 10:15:00 AM Point No : 092-03 
Received : 7ff12006 3:30:00 PM Location : Well #7 Raw 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameter(s1 

Total Coliforrn 

E-Coliforrn 

Dichlorodifluoromethane 
Chlorornethane 

Vinyl chloride 
Bromomethane 

Chloroethane 
Trichlorofluoromethane 

I ,I-Dichloroethene 
Methylene chloride 

trans-1.2-Dichloroethene 

I ,I-Dichloroethane 

, 2,2-Dichloropropane 
cis-1,2-Dichloroethene 
Brornochloromethane 

Chloroform 
I .I ,I-Trichloroethane 

Carbon tetrachloride 
I .I-Dichloropropene 

1,2-Dichloroethane 

Benzene 

Trichloroethene 

I ,2-Dichloropropane 

Dibrornomethane 

Brornodichlorornethane 
cis-? ,3-Dichloropropene 

Toluene 
trans-I .3-Dichloropropene 

1 , I  ,2-Trichloroethane 

Tetrachloroethene 

1,3-Dichloropropane 

Dibromochlorornethane 

Chlorobenzene 

1 , I  , I  ,2-TetrachloroeU-~ane 

Ethylbenzene 

rn,p-Xylene 

o-Xylene 

Styrene 

Brornoforrn 

Results Qualifier D.F. Units - - 
Negative 1 

Absent 1 

. - . . . . . - . . . . . - - .- . . . . . - . - . - - . . . . -. -- - - . - - - . - - . . . .. -. - - - . . -. - ... . . . . . . .. . - - . - . -. . .. - . 

Resull(s) reported meet@) Regulatory Lirnit(s). 
Result(s) flagged with * Exceed Regulatory Limi((s). Limit noted. 
D.F. = Dilution Factor 

-- 

Limit Method Number 

Negative M9223 

Absent M9223 

-- - - 

Analvzed 

0710812006 12:OO PM 

0710812006 12:OO PM 

Date Reported : 7/31/2006 
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LABORATORY RESULTS 

Lab No. : 060741 1-01 0A 

Client ID. : 21972-010 

Sample Information ... 
Type : Potable Water 

. Origin : Raw Well 
Routine 

Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 
Attn To : Bob Lee 

Federal ID 51 11891 
Collected : 7/7/2006 10:15:00 AM Point NO : 092-03 
Received : 7/7/2006 3:30:00 PM Location : Well #7 Raw 

Collected Uy : CLIENT 

COPY : Orig inal  

CC ; Bob Lee 

-- 

Parameter(~) 
lsopropylbenzene 

Brornobenzene 
1 .I ,2,2-Tetrachloroethane 

1,2,3-Trichloropropane 

n-Propylbenzene 
214-Chlorotoluene 

1,3,5-Trimethylbenzene 
tert-Butylbenzene 

1,2,4-Trimethylbenzene 
sec-Butylbenzene 

n-Butylbenzene 
1,3-Dichlorobenzene 
1,4-Dichlorobenzene 

4-lsopropyltoluene 
1.2-Dichlorobenzene 

1,2,4-Trichlorobenzene 

Hexachlorobutadiene 
1,2,3-Trichlorobenzene 

Methyl tert-butyl ether 

Results Qualifier - - 
< 0.50 

< 0.50 
< 0.50 

< 0.50 

< 0.50 

< 0.50 
< 0.50 
< 0.50 

< 0.50 - '  

< 0.50 

< 0.50 
< 0.50 

< 0.50 
< 0.50 
< 0.50 

< 0.50 
< 0.50 

< 0.50 
< 0.50 

D.F. Units - 
1 IJgIL 

1 IJglL 
1 IJglL 

1 IJglL 
1 IJgIL' 

1 IJgIL 
1 IJglL 
1 P ~ I L  

1 IJglL 
1 PSI'- 

1 IJgIL 
1 PSIL 

1 IJgIL 
1 IJSIL 
1 vg/L 
I p g i ~  

1 IJglL 

1 IJglL 
1 IJglL 

._ _ _ _  _ _ _  _ . .. . _ . _ - .- 

Result(~) reporled meet(~) Regulatory Limit(~). 
Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. 
D.F. = Dilution Factor 

Limit - 
5 

5 

5 

5 
5 

5 
5 

5 
5 
5 

5 
5 

5 
5 
5 

5 

5 

5 
10 

Method Number 
E524.2 

E524.2 

E524.2 
E524.2 
E524.2 

E524.2 
E524.2 

E524.2 
E524.2 
E524.2 

E524.2 

E524.2 

~554.2  
E524.2 

E524.2 
E524.2 

E524.2 
E524.2 
E524.2 

- 

Analyzed . 

0711 912006 10:08 AM 

0711 912006 10:08 AM 

0711 912006 10:08 AM 

0711 912006 10:08 AM 
07M 912006 10:08 AM 

0711 912006 10:08 AM 
0711 912006 10:08 AM 
0711 912006 10:08 AM 
0711 912006 10:08 AM 

0711 912006 10:08 AM 
0711 912006 10:08 AM 

0711 912006 10:08 AM 

0711 912006 10:08 AM 
0711 912006 10:08 AM 

0711 912006 10:08 AM 
0711 912006 10:08 AM 
0711 912006 10:08 AM 

0711 912006 10:08 AM 
0711 912006 10:08 AM 

Date Reported : 7/31/2006 

Page 12 of 33 Laboratory Manager 



H2M LABS, INCm 
575&oadHdkxu Road, Meh/Be NY 11747 
(631)6Qt3040.F/U(:(631)420&136 NYSDOHID#10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 
70 Bell Ave. 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Upton, NY 11973 

Attn To : Bob Lee 

Federal ID 51 11891 

Collected : 717/2006 8:30:00 AM Point No : 055-09 
Client ID. : 21972413 

Received : 71712006 3:30:00 PM Location : Well # I0  Raw 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Pararneter(s1 - Results - Qualifier D.F. Units - Limit - Method Number Analvzed 

Nega live M9223 0710812006 12:OO PM 
Absent M9223 0710812006 12:OO PM 

Total Coliforrn 

EColiforrn 

Negative 1 

Absent 1 

Dichlorodifluorornethane 

Chlorornethane 
Vinyl chloride 

Bromomethane < 0.50 1 

Chloroethane 

Trichlorofluoromethane 
I ,I -Dichloroethene 
Methylene chloride 

Bromochlorornethane 

Chloroform 

I ,I ,I-Trichloroethane 

Carbon tetrachloride 
I .I-Dichloropropene 

1.2-Dichloroethane 
Benzene c 0.50 1 
Trichloroethene 
1,2-Dichloropropane 

Dibromomethane 

Bromodichloromethane < 0.50 1 

cis-I ,3-Dichloropropene < 0.50 

Toluene < 0.50 

trans-1,3-Dichloropropene < 0.50 

I ,I ,2-Trichloroethane < 0.50 

Tetrachloroethene 
1,3-Dichloropropane 

Dibromochloromethane 

Chlorobenzene < 0.50 1 

1 , I ,  1,2-Tetrachloroethane < 0.50 

Ethylbenzene < 0.50 

m,p-Xylene 

o-Xylene 

Styrene 

Brornoform 
- . . - .- . . .- . ... . . . - . . - . . - -. . . . .. - .. . -. . . . - - -- - -. . . . -- . .- . . .. . . . - -. -. . -. - -. . -- . . . . . . . - . - 

Resull(s) reported rneel(s) Regulatory Limit(s). 
Result(s) flagged with * Exceed Regulalory Lirnit(s). Limit noted. 
D.F. = Dilulion Factor 

Date Reported : 713112006 
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H2M IdDS,  INC. 
!5'5&nadH3(loJv Roacf, Mehae NY 11747 
(631)8913040.FAX:(631)4~ NYSDOHID#10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 

Attn To : Bob Lee 

FederallD 5111891 
Collected : 7/7/2006 8:30:00 AM Point No : 05509 

Client ID. : 21972-013 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Received : 7/7/2006 3:30:00 PM Location : Well # I0  Raw 

Collected By : CLIENT 

COPY : Original 
CC ; Bob Lee 

Parameter(s1 
lsopropylbenzene 

Bromobenzene 
1 , I  ,2,2-Tetrachloroethane 

1.2.3-Trichloropropane 
n-Propylbenzene 

214-Chlorotoluene 

1,3,5-Trimethylbenzene 
tert-Butylbenzene 

1.2.4-Trimethylbenzene 
sec-Butylbenzene 
n-Butylbenzene 
1,3-Dichlorobenzene 
1,4-Dichlorobenzene 

4-lsopropyltoluene 
1,2-Dichlorobenzene 

1,2,4-Trichlorobenzene 

Hexachlorobutadiene 
I ,2,3-Trichlorobenzene 

Methyl tert-butyl ether 

Results 
< 0.50 

< 0.50 

< 0.50 

< 0.50 
< 0.50 

< 0.50 

< 0.50 
< 0.50 

< 0.50 
c 0.50 

< 0.50 
i 0.50 
< 0.50 

< 0.50 
< 0.50 

< 0.50 

< 0.50 
c 0.50 

< 0.50 

Qualifier D.F. - -  
1 

1 

1 

1 

1 

1 

1 
1 

1 
1 

1 
1 

1 
1 

1 

_ _  .. . _ ._ _ . . _ . ,_ .... 

Result(~) reported meet(~) Regulatory Limitis). 
Result(s) flagged with ,+ Exceed Regulatory Limit(s). Limit noled. 
D.F. = Dilulion Factor 

Date Reported : 7/31/2006 

Limit - 
5 

5 
5 

5 
5 

5 

5 
5 

Method Number 
E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 
E524.2 
E524.2 

E524.2 
E524.2 

E524.2 
E524.2 
E524.2 
E524.2 

E524.2 

E524.2 
E524.2 

Analvzed 
0711 912006 1 1 :30 AM 
0711 912006 11 :30 AM 
0711 912006 1 1 :30 AM 
0711 9/2006 1 1 :30 AM 
0711 912006 11 :30 AM 
0711 912006 11 :30 AM 
0711 912006 1 1 :30 AM 
0711 912006 11 :30 AM 
0711 912006 1 1 :30 AM 
0711 912006 1 1 :30 AM 
0711 912006 1 1 :30 AM 
0711 912006 11:30 AM 
0711 912006 1 1 :30 AM 
0711 912006 1 1 :30 AM 
0711 912006 1 1 :30 AM 
0711 912006 11 :30 AM 
0711 9/2006 11:30 AM 
0711 912006 11:30 AM 
0711 912006 1 1:30 AM 
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LABORATORY RESULTS 

Lab No. : 060741 1 -01 I A 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 
Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Upton, NY 11973 

Attn To : Bob Lee 

Federal ID 51 1 1891 Client ID. : 21972-011 

Collected : 7/7/2006 7:45:00 AM Point No : 056-1 9 

Received : 7/7/2006 3:30:00 PM Location : Well # I  1 Raw 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Parameter(s1 

Total Coliform 

E-Coliform 

Results Qualifier D.F. - - - Limit Method Number Analyzed 

Negative 1 Negative M9223 07/08/2006 12:OO PM 

Absent 1 Absent M9223 0710812006 12:OO PM 

Dichlorodifluoromethane < 0.50 1 IJglL 

Chloromethane 

Vinyl chloride 

Bromomethane 

Chloroethane 

Trichlorofluoromethane < 0.50 . 1 IJglL 

1 ,I-Dichloroethene 

Methylene chloride 

trans-1,2-Dichloroethene 
I ,I-Dichloroethane 

2,2-Dichloropropane 

cis-1,2-Dichloroethene 

Bromochloromethane 

Chloroform 

I ,I ,I -Trichloroethane 

Carbori tetrachloride 

I ,I-Dichloropropene 

1 ,2-Dichloroethane 

Benzene 

Trichloroethene 

1,2-Dichloropropane 

Dibromomethane 

~romodichloromethane 

cis-I .3-Dichloropropene 

Toluene 

trans-I ,3-Dichloropropene 

1 ,I ,2-Trichloroethane 

Tetrachloroethene 

I ,3-Dichloropropane 

Dibromochloromethane 

Chlorobenzene 

1 ,I ,I ,2-Tetrachloroethane < 0.50 

Ethylbenzene < 0.50 

m,p-Xylene c 0.50 

o-Xylene 

Styrene 

Bromoform 
- 

Result(s) reported meet(s) Regulatory Limit(s). 
Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. 
D.F. = Dilution Factbr 

Date Reported : 713112006 
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5 7 5 W F k b v  Road, Mdvik NY 11747 
(631)8943010.FAX:(631)42(JtH% NYSDOHID#10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11 973 

Attn To : Bob Lee 

Federal ID 51 11 891 Client ID. : 21972-011 
Collected : 7I712006 7:45:00 AM Point NO : 056-19 

Received : 71712006 3:30:00 PM Location : Well # I  1 Raw 

Collected By : CLIENT 

COPY. : Or ig inal  

CC ; Bob Lee 

Sample Inform.ation ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameterb) 
Isopropylbenzene 

Bromobenzene 

1 .I .2.2-Tetrachloroethane 

1,2,3-Trichloropropane 

n-Propylbenzene 

Z4-Chlorotoluene 

1,3,5-Trimethylbenzene 

tert-Butylbenzene 

1,2,4-Trimethylbenzene 

sec-Butylbenzene 

n-Butylbenzene 

1,3-Dichlorobenzene 

1.4-Dichlorobenzene 

4-lsopropyltoluene 

1 ,2-Dichlorobenzene 

1,2,4-Trichlorobenzene 

Hexachlorobutadiene 

1,2,3-Trichlorobenzene 

Methyl tert-butyl ether 

Results Qualifier - - 
< 0.50 

c 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

Method Number 
E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

Analyzed 
0711 912006 10:35 AM 

0711 912006 10:35 AM 

0711 912006 10:35 AM 

0711 912006 10:35 AM 

0711 912006 10:35 AM 

0711 912006 10:35 AM 

0711 912006 10:35 AM 

07/19/2006 10:35 AM 

0711 912006 10:35 AM 

0711 912006 10:35 AM 

0711 912006 10:35 AM 

0711 912006 10:35 AM 

0711 912006 10:35 AM 
0711 912006 10:35 AM 

0711 912006 10:35 AM 

0711 912006 10:35 AM 

0711 912006 10:35 AM 

07/19/2006 10:35 AM 

0711 912006 10:35 AM 

0 
d- 

< 
a 
b 
Y 

2 
1 

___... _ _ . .. _ ...... . _ _  _ ... . . .. -- . -.-.. - - 

Result(s) reported meet(s) Regulatory Limit(s). 
7 

Result(s) flagged with * Exceed Regulatory Limil(s). Limit noted. 
m 

D.F. = Dilulion Factor 

Date Reported : 7/31/2006 
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H2M LABS, INC. 
575&cedHdlouv Road, W NY 11747 
(631)8943040. FAX (631)42(38436 NYSDOH ID#10478 

Brookhaven National Lab.-BNLM 

70 Bell Ave. 
Upton, NY 11973 

Att n To : Bob Lee 

Federal ID 51 11891 

Collected : 7l712006 7:30:00 AM Point No : 056-20 

LABORATORY RESULTS 

Received : 71712006 3:30:00 PM Location : Well #12 Raw 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Client ID. : 21972-012 

Sample Information ... 
Type : Potable Water 

Origin : Raw Wcll 

Routine 

Parameter(s1 - - - -  Results Qualifier D.F. Units 

Total Coliform Negative 1 
E-Coliform Absent 1 

Dichlorodifluorornethane < 0.50 1 PgIL 
Chloromethane < 0.50 1 IJglL 

Vinyl chloride < 0.50 1 IJgIL 
Bromornethane < 0.50 1 IJglL 

Chloroethane < 0.50 1 IJglL 
Trichlorofluorornethane < 0.50 . 1 IJglL 
I ,I-Dichloroethene < 0.50 1 Pg/L 
Methylene chloride < 0.50 1 IJgIL 
trans-l,2-Dichloroethene < 0.50 1 PglL 
I ,I -Dichloroethane < 0.50 1 IJgIL 
2.2-Dichloropropane < 0.50 1 
cis-1,2-Dichloroethene < 0.50 1 IJglL 
Brornochlorornethane < 0.50 1 IJgIL 
Chloroform < 0.50 1 IJdL 

1,1,,1-Trichloroethane 0.55 1 IJg/L 
Carbon tetrachloride < 0.50 1 pglL - 

I, I-Dichloropropene < 0.50 1 P ~ / L  
1.2-Dichloroethane < 0.50 1 IJglL 
Benzene < 0.50 1 IJglL 
Trichloroethene < 0.50 1 PglL 
I ,2-Dichloropropane < 0.50 1 IJg/L 
Dibrornomethane < 0.50 1 IJglL 

Bromodichloromethane < 0.50 1 IJglL 

cis-I ,3-Dichloropropene < 0.50 1 IJglL 

Toluene < 0.50 I pg1L 

trans-I ,3-Dichloropropene < 0.50 1 IJg/L 

1 ,I ,2-Trichloroethane < 0.50 1 P ~ I L  

Tetrachloroethene < 0.50 1 IJglL 

1,3-Dichloropropane < 0.50 1 IJg/L 
Dibromochloromethane < 0.50 1 clglL 

Chlorobenzene < 0.50 1 IJglL 

1 , l  , I  .2-Tetrachloroethane < 0.50 1 IJgIL 
Ethylbenzene < 0.50 1 IJgIL 

m,p-Xylene < 0.50 1 IJglL 

o-Xylene < 0.50 1 IJ@- 

Styrene < 0.50 1 IJglL 

Bromoform < 0.50 1 IJglL 
.- . . .... . - --- ... . ..-. - . . - -. .. - . -. . . . - -- . . . - . 

Result(s) reported rneet(s) Regulatory Lirnit(s). 
Result(s) flagged with * Exceed Regulatory Lirnit(s). Limit noted. 
D.F. = Dilution Factor 

Date Reported : 713112006 
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Limit - 
Negative 

Absent 

Method Number 

M9223 

M9223 

E524.2 
E524.2 
E524.2 

E524.2 

E524.2 

E524.2 

E524.2 
E524.2 

E524.2 
E524.2 
E524.2 
€524.2 

E524.2 

E524.2 
E524.2 

E524.2 
E524.2 

E524.2 

E524.2 
E524.2 

E524.2 
E524.2 

E524.2 
E524.2 

E524.2 

E524.2 
E524.2 

E524.2 

E524.2 ' 

E524.2 

E524.2 
E524.2 

E524.2 
E524.2 

E524.2 

E524.2 
E524.2 

Analyzed 

07/08/2006 12:OO PM 

07/08/2006 12:OO PM 

0711 912006 1 1:02 AM 
0711 912006 1 1 :02 AM 

0711 912006 1 I :02 AM 

07M 912006 1 1 :02 AM 
0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 
0711 912006 1 1 :02 AM 
0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 
0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 
0711 912006 1 1 :02 AM 
0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 

0711 912006 $1 :02 AM 
0711 912006 1 1 :02 AM 

0711 912006 11 :02 AM 
0711 912006 11 :02 AM 

0711 912006 1 1 :02 AM 
0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 

0711 912006 11 :02 AM 
0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 
0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 

0711 9/2006 1 1 :02 AM 

0711 912006 1 1 :02 AM 

0711 912006 11 :02 AM 

07/19/2006 1 1 :02 AM 

0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 
. - -- - . - - . . - - . - . . . . -. . ... - .- 

Laboratory Manager 



HZM U B S a  INCm 
LABORATORY RESULTS 

Lab No- 060741 1-01 2A 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 
Attn To : Bob Lee 

Federal ID 51 11 891 
Collected : 7/7/2006 7:30:00 AM Point NO : 056-20 

Received : 7/7/2006 3:30:00 PM Location : Well # I 2  Raw 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Client ID. : 21972-012 

Sample Information ... 
Type : Potable Water 

Origin : Raw Well 

Routine 

Parameter(s1 
lsopropylbenzene 

Brornobenzene 
1 ,I ,2,2-Tetrachloroethane 

1,2,3-Trichloropropane 
n-Propylbenzene 

214-Chlorotoluene 

1,3,5-Trimethylbenzene 
tert-Butylbenzene 

1,2,4-Trimethylbenzene 
sec-Butylbenzene 

n-Butylbenzene 
1,3-Dichlorobenzene 
1,4-Dichlorobenzene 

4-lsopropyltoluene 
1,2-Dichlorobenzene 

1,2,4-Trichlorobenzene 

Hexachlorobutadiene 

I ,2,3-Trichlorobenzene 

Methyl tert-butyl ether 

Results 
< 0.50 
< 0.50 

< 0.50 

< 0.50 
< 0.50 

< 0.50 

< 0:50 
< 0.50 

< 0.50 
< 0.50 

< 0.50 
< 0.50 
< 0.50 

< 0.50 
< 0.50 

< 0.50 
< 0.50 

< 0.50 

< 0.50 

Qualifier D.F. 
1 clg/L 
1 IJg/L 

1 PSIL 

1 clglL 
1 clglL 

1 PSIL 
1 clglL 
1 clglL 

1 clg/L 
1 clg/L 

1 clg/L 
1 clglL 
1 CIgIL 

1 vglL 
1 clg/L 

1 clglL 

1 clglL 

1 vg/L 
1 clglL 

Method Number 
E524.2 
E524.2 

E524.2 
E524.2 
E524.2 

E524.2 
E524.2 . 

E524.2 
E524.2 

E524.2 

E524.2 
E524.2 

E524.2 
E524.2 
E524.2 
E524.2 

E524.2 

E524.2 
E524.2 

Analyzed 
0711 912006 1 1 :02 AM 
0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 
0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 

0711 912006 11 :02 AM. 
0711 9/2006 1 1 :02 AM 

0711 912006 1 1 :02 AM 
0711 912006 1 1 :02 AM 
0711 912006 1 1102 AM 

0711 912006 1 1 :02 AM 
0711 9/2006 1 1 :02 AM 

07/19/2006 1 1 :02 AM 
0711 912006 1 1 :02 AM 

0711 912006 1 1 :02 AM 
0711 912006 1 1 :02 AM 
0711 9/2006 11 :02 AM 

0711 912006 11 :02 AM 
0711 912006 1 1 :02 AM 

(\I 
w 
a 
m 
b 
Y 

_ .. . _ .  . _ . _. _ . _.  _ . . . __- 
2 
1 

Result(s) reported rneet(s) Regulatory Limit(s). Z 
Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. m 
D.F. = Dilution Factor 

Date Reported : 713112006 
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H2M LADS, INC. 
575Bra3dkkk.w F b d ,  &Me NY 11747 
(631)8943040. FAX: (631)4208436 NYSDOH 1D#10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 
Sample Information ... 
Type : Potable Water 

Oriyin : Treated Well 

Routine 

Upton, NY 11973 

Attn To : Bob Lee 

Federal ID 51 11891 Client ID. : 21972-015 

Collected : 7R12006 11 :30:00 AM Point No : 073-10 
Received : 7R12006 3:30:00 PM Location : Bldg. 624 WTP 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Results Qualifier D.F. - - -  Method Number 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 
E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

-- 

Analyzed 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 11 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 11 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 11 :57 AM 

0711 912006 11 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006,11:57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 11 :57 AM 

0711 912006 11 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 11 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 9/2006 1 1 :57 AM 

0711 912006 11 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 11 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 

Dichlorodifluoromethane 

Chloromethane 

Vinyl chloride 

Bromomethane 

Chloroethane 

Trichlorofluoromethane 

1,l-Dichloroethene 

Methylene chloride 

trans-l,2-Dichloroethene 

1 ,I-Dichloroethane 

2.2-Dichloropropane 

cis-I ,2-Dichloroethene 

Bromochloromethane 

Chloroform 

1, I. 1 -Trichloroethane 

Carbon tetrachloride 

I. I -Dichloropropene 

1,2-Dichloroethane 

Benzene 

Trichloroethene 

1.2-Dichloropropane 

Dibromomethane < 0.50 1 

Bromodichloromethane 

cis-I ,3-Dichloropropene 

Toluene 

trans-I -3-Dichloropropene < 0.50 

1 .I ,2-Trichloroethane < 0.50 

Tetrachloroethene < 0.50 

1,3-Dichloropropane < 0.50 

Dibromochloromethane 0.68 1 

Chlorobenzene < 0.50 

1 , I  , I  ,2-Tetrachloroethane < 0.50 

Ethylbenzene < 0.50 

m,p-Xylene 

o-Xylene 

Styrene 

Bromoform 

lsopropylbenzene 

Bromobenzene 

Result(~) reported meet(~) Regulatory Limit(~). 
Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. 
D.F. = Dilution Factor 

Date Reported : 713112006 
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H2M LADS, lNC. 
R 5 & o a 3 W  Road, W NY 11747 
(631)8943040. FAX (631)4208436 NYSDOH ID# 10178 

Brookhaven National Lab.-BNLM 

70 Bell Ave. 
Upton, NY 11973 

Attn To : Bob Lee 

LABORATORY RESULTS 

Lab No- : 060741 1-01 5A 

Federal ID 51 11 891 

Collected : 7/7/2006 11:30:00 AM Point No : 073-1 0 
Received : 7/7/2006 3:30:00 PM Location : Bldg. 624 WTP 

Collected By : CLIENT 

COPY : Original. 

CC ; Bob Lee 

Client ID. : 21972-015 

Sample Information ... 
Type : Potable Water 

Origin : Treated Well 

Routine 

Parameter@) 
1 .I ,2,2-Telrachloroethane 

1,2,3-Trichloropropane 
n-Propylbenzene 

214-Chlorotoluene 
1,3,5-Trimethylbenzene 

tert-Butylbenzene 

1.2,4-Trimethylbenzene 
sec-Butylbenzene 

n-Butylbenzene 

1,3-Dichlorobenzene 
1,4-Dichlorobenzene 

4-lsopropyl toluene 
1.2-Dichlorobenzene 
1,2.4-Trichlorobenzene 
Hexachlorobutadiene 
1.2,3-Trichlorobenzene 

Methyl tert-butyl ether 

Results 
< 0.50 

< 0.50 

< 0.50 

< 0.50 
< 0.50 
< 0.50 

< 0.50 

< 0.50 
< 0.50 

< 0.50 

< 0.50 
< 0.50 
< 0.50 
< 0..50 

< 0.50 
< 0.50 

< 0.50 

-- - - - - - - 

Qualifier D.F. - - 
1 

1 

1 

1 
1 

1 

1 
1 

1 

1 
1 

1 

1 
1 
1 

1 
1 

Limit - 
5 

5 
5 

5 
5 

5 

5 
5 

5 
5 

5 

5 
5 

5 
5 
5 

10 

-- - 

Method Number 
E524.2 

E524.2 

E524.2 

E524.2 
E524.2 

E524.2 

E524.2 
E524.2 
E524.2 

E524.2 
E524.2 

E524.2 
E524.2 
E524.2 

E524.2 
E524.2 

E524.2 

-- -- 

Analyzed 
0711 9/2006 1 1 :57 AM 

0711 912006 11 :57 AM 

0711 912006 11 :57 AM 
0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 
0711 912006 1 1 :57 AM 

0711 912006 1 1 :57 AM 
0711 912006 1 1 :57 AM 

0711 912006 11 :57 AM 
0711 912006 1 1 :57 AM 

0711 9/2006 11 :57 AM 

0711 912006 1 1:57 AM 

0711 912006 1 1 :57 AM 
07/19/2006 11 :57 AM 
0711 912006 1 1 :57 AM 

0711 9/2006 11 :57 AM 
0711 912006 1 1 :57 AM 

Result(s) reported rneet(s) Regulatory Limit(s). 
Resull(s) flagged with * Exceed Regulatory Limit(s). Limit noted 
D.F. = Dilution Factor 

Date Reported : 7/31/2006 
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H2M LABS, lNC. 
575BrrPdHdk~ Road, Mdv& NY 11747 
(631)6813040.FAX:(631)4M8436 NYSDOHID#10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. Lab No. : 060741 1-021A Sample Information ... 
Type : Potable Water 

Origin : 'I reated Well 

Routine 

Upton, NY 11 973 

Attn To : Bob Lee 

Federal ID 51 1 1891 Client ID. : 21972-021 

Collected : 7/7/2006 8:35:00 AM Point No : 05538 
Received : 7/7/2006 3:30:00 PM Location : Well # I0  Treated 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Parameter(s1 - - -  Results Qualifier D.F. Method Number Analyzed 

Dichlorodifluoromethane 
Chloromethane 

Vinyl chloride 

Bromomethane 

Chloroethane 

Trichlorofluoromethane 

I .I -Dichloroethene 

Methylene chloride 

trans-I .2-Dichloroethene 
I ,I-Dichloroethane 

2.2-Dichloropropane 
us-1,2-Dichloroethene 

Bromochloromethane 

Chloroform 

I , I  ,I -Trichloroethane 

Carbon tetrachloride 

I ,  1 -Dichloropropene 

1,2-Dichloroethane 

Benzene 

Trichloroethene 

I ,2-Dichloropropane 

Dibromomethane 

Bromodichloromethane 

cis-1,3-Dichloropropene 

Toluene 

trans-1.3-Dichloropropene < 0.50 

1 , I  ,2-Trichloroethane < 0.50 

Tetrachloroethene < 0.50 

1,3-Dichloropropane 

Dibromochloromethane 

Chlorobenzene 

1 , I  ,I ,2-Tetrachloroethane < 0.50 

Ethylbenzene < 0.50 

m,p-Xylene < 0.50 

o-Xylene 

Styrene 

Bromoform 

lsopropylbenzene 

Bromobenzene 

-- . -- - -. -. . . - .- -. ,- -- - -. . . . . - . .. - . . . . . - . .. . . . . . , . - - - . . . . .- - -. .. . . . . . . . . -. . - -. . .- 

Result(~) reported meet(~) Regulatory Limit(~). 
Result(s) flagged with J: Exceed Regulatory Limit(s). Limit noled. 
D.F. = Dilution Factor 

Date Reported : 713112006 
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5 7 5 & o a 3 ~ R o a d ,  W NY 11747 
(631)8943040. FAX (631)4ZXX6 NYSOOH ID#10478 

Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 

Attn To : Bob Lee 

LABORATORY RESULTS 

Lab No- : 0607411-021A Sample Information ... 
Type : Potable Water 

Origin : Treated Well 
Routine 

Client ID. : 21972-021 Federal ID 51 11891 
Collected : 7/7/2006 8:35:00 AM Point NO : 055-38 
Received : 7/7/2006 3:30:00 PM Location : Well # I0  Treated 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Parameter(s) 
1,1,2.2-Tetrachloroethane 

1.2,3-Trichloropropane 

n-Propylbenzene 
2/4-Chlorotoluene 
1,3,5-Trimethylbenzene 

tert-Butylbenzene 
1,2,4-Trimethylbenzene 

sec-Butylbenzene 
n-Butylbenzene 
1,3-Dichlorobenzene 
1.4-Dichlorobenzene 

.4-lsopropyltoluene 

1,2-Dichlorobenzene 
1,2,4-Trichlorobenzene 
Hexachlorobutadiene 

1,2,3-Trichlorobenzene 

Methyl tert-butyl ether 

- 

Results 
< 0.50 

< 0.50 

< 0.50 
< 0.50 

< 0.50 

< 0.50 

< 0.50 
c 0.50 

c 0.50 ' 

< 0.50 

c 0.50 
< 0.50 
< 0.50 
c 0.50 

< 0.50 

c 0.50 
< 0.50 

Qualifier D.F. - - 
1 
1 

I 

1 
1 
1 

1 
1 
1 
1 

1 
1 

1 
1 

1 
1 

1 

Method Number 
E524.2 

E524.2 

E524.2 
E524.2 

E524.2 
E524.2 

E524.2 

E524.2 
E524.2 

E524.2 
E524.2 
E524.2 
E524.2 

E524.2 
E524.2 

E524.2 

E524.2 

Analyzed 
0711 912006 1 : 19 PM 
0711 912006 1 :I 9 PM 

0711 912006 1 :I 9 PM 

07/19/2006 1:19 PM 
0711 912006 1 : 1 9 PM 
07/19/2006 1 : I9 PM 

0711 912006 1 :I 9 PM 

07/19/2006 1 :I 9 PM 
0711912006 1 :I 9 PM 

07/19/2006 1:19 PM 

0711 912006 1 :I 9 PM 
07/19/2006 1:19 PM 
0711 912006 1 :I 9 PM 
0711 912006 1 : 1 9 PM 

0711 912006 1 :I 9 PM 
07/19/2006 1:19 PM 

0711 912006 1 : 19 PM 

Result(s) reporled meel(s) Regulatory Limit(s). 
Result(s) flagged with * Exceed Regulatory Limit(s). Limit noted. 
D.F. = Dilution Factor 

Date Reported : 7/31/2006 V 
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5'5&oadM0~ Road, Mehiee NY 11747 
(631)8943040.FAX(631)4208436 NYSDOHID#10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70 Bell Ave. Lab No- : 0607411-017A 

Upton, NY I1973 

Attn To : Bob Lee 

Federal ID 5111891 Client ID. : 21972-017 

Collected : 7l7l2006 7:50:00 AM Point No : 056-33 

Received : 717/2006 3:30:00 PM Location : Well # I  1 Treated 

Collected By : CLIENT 

COPY : Or ig inal  

CC : Bob Lee 

Sample Information ... 
Type : Potable Water 

Origin : Treated Well 

Routine 

Parameterls] 

Dichlorodifluoromethane 

Chloromethane 

Vinyl chloride 

Bromomethane 

Chloroethane 

Trichlorofluoromethane 

I ,I -Dichloroethene 

Methylene chloride 

trans-l,2-Dichloroethene 

1 ,I-Dichloroethane 

2.2-Dichloropropane 

cis-1,2-Dichloroethene 

Bromochlorornethane 

Chloroform 

I ,I .I-Trichloroethane 

Carbon tetrachloride 

I, I -Dichloropropene 

1 -2-Dichloroethane 

Benzene 

Trichloroethene 

1 ,2-Dichloropropane 

Dibromomethane 

Bromodichloromethane 

cis-1,3-Dichloropropene 

Toluene 

trans-1,3-Dichloropropene 

1,1.2-Trichloroethane 

Tetrachloroethene 

I -3-Dichloropropane 

Dibromochloromethane 

Chlorobenzene 

1,l .I ,2-Tetrachloroethane 

Ethylbenzene 

m,p-Xylene 

o-Xylene 

Styrene 

Bromoform 

Isopropylbenzene 

Bromobenzene 

Results 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

0.51 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

Qualifier D.F. - -  
1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

. , . . . . . . . . . . . . , . . -. . . . . . . . . . . . . . . . .. . . , . - . .. - - . . . . . . . . . .... - .... . . .. .... . . 
Result(s) reported meet@) Regulalory Lirnil(s). 
Result(s) flagged with * Exceed Regulatory Lirnit(s). Limit noted. 
D.F. = Dilution Factor 

Date Reported : 7/31/2006 

Method Nun 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

€524.2 

E524.2 

E524.2 

E524.2 
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!575WH=acMI Road, Mdvik NY 11747 
(631)~.FAX(631)4X)8436 NYSDOHID#10478 

LABORATORY RESULTS 

Lab No- 060741 1-01 7A 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11 973 

Attn To : Bob Lee 

Federal ID 5111891 
Collected : 71712006 7:50:00 AM Point NO : 056-33 

Received : 7/7/2006 3:30:00 PM Location : Well # I  1 Treated 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Client ID. : 21972-017 

Sample Information ... 
Type : Potable Water 

Origin : Treated Well 

Routine 

Parameterk) 
1 ,I ,2,2-Tetrachloroethane 

1,2,3-Trichloropropane 

n-Propylbenzene 

214-Chlorotoluene 

1,3,5-Trimethylbenzene 

tert-Butylbenzene 

1,2,4-Trimethylbenzene 

see-Butylbenzene 
n-Butylbenzene 

1,3-Dichlorobenzene 

1,4-Dichlorobenzene 

4-lsopropyltoluene 

I ,2-Dichlorobenzene 

1,2,4-Trichlorobenzene 

Hexachlorobutadiene 

I ,2.3-Trichlorobenzene 

Methyl tert-butyl ether 

Results 
< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

c 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

Qualifier D.F. Units Limit 
1 IJsIL 5 

1 IJgIL 5 

1 IJglL 5 
1 IJglL 5 

1 IJgIL 5 

1 IJgIL 5 
1 l . Ig /L.  5 

1 lJg/L 5 

1 IJglL 5 

1 IJglL 5 

1 IJglL 5 

1 IJg1'- 5 

1 IJglL 5 

1 CI~ / ' -  5 

1 IJglL 5 
1 IJglL 5 

1 IJdL 10 

Method Number 
E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

Analvzed 
0711 912006 12:24 PM 

0711 912006 12:24 PM 

0711 912006 12:24 PM 

07/19/2006 12:24 PM 

07/19/2006 12:24 PM 

Result(s) reported meet(s) Regulatory Lirnit(s). 
Reslrll(s) flagged with * Exceed Regulatory Limit(s). Limit noted 
D.F = Dilution Factor 

Date Reported : 713112006 V 
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575&oa3HdloJv Roacl, W NY 11747 
(631)8943040. FAX (631)4208% NYSDOH ID# 10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 

70, Bell Ave. 
Sample Information ... 
Type : Potable Water 

Origin : Treated Well 

Routine 

Upton, NY 11973 
Attn To : Bob Lee 

Federal ID 51 11891 
Collected : 7/7/2006 7:35:00 AM Point NO : 05634 

Client ID. : 21972-019 

Received : 7/7/2006 3:30:00 PM Location : Well # I2  Treated 

Collected By : CLIENT 

COPY : Original 

CC ; Bob Lee 

Pararneter(s1 - Results - Qualifier D.F. Units - Method Nur 

E524.2 

E524.2 

E524.2 
E524.2 
E524.2 
E524.2 
€524.2 
E524.2 
€524.2 
E524.2 
E524.2 
E524.2 
E524.2 
E524.2 
€524.2 
E524.2 
E524.2 
E524.2 
E524.2 
E524.2 
E524.2 
E524.2 
E524.2 
E524.2 
E524.2 

€524.2 
€524.2 
E524.2 
E524.2 
E524.2 
E524.2 
E524.2 

E524.2 
E524.2 

E524.2 
E524.2 

€524.2 

€524.2 
€524.2 

*r Analvzed 

0711 912006 12:52 PM 
0711 912006 1252 PM 

0711 912006 1252 PM 
0711 912006 1252 PM 
0711912006 1252 PM 
07/19/2006 12:52 PM 
0711912006 1252 PM 
0711 912006 12:52 PM 
0711 912006 1252 PM 
0711 912006 1252 PM 
0711 912006 1252 PM 
0711 912006 1252 PM 
0711 912006 1252 PM 
0711 912006 1252 PM 
0711 912006 12:52 PM 
0711912006 1252 PM 
0711 912006 12:52 PM 
0711 912006 1252 PM 
0711 912006 12:52 PM 
0711 912006 12:52 PM 

, 07/19/2006 i2:52 PM 
0711 912006 12:52 PM 
071~912006 1252 PM 
0711 912006 1252 PM 
0711 912006 12:52 PM 

0711 912006 1252 PM 
0711 912006 12:52 PM 
0711 912006 1252 PM 
0711 912006 12:52 PM 
0711 912006 1252 PM 
0711 912006 1252 PM 

0711 912006 1252 PM 
0711 912006 12:52 PM 
0711 912006 1252 PM 

0711912006 12:52 PM 
0711 912006 12:52 PM 

0711 912006 12:52 PM 

0711912006 1252 PM 
0711 912006 12:52 PM 

Dichlorodifluorornethane < 0.50 1 
Chloromethane 
Vinyl chloride 
Brornornethane 
Chloroethane 
Trichlorofluorornethane 
I ,I -Dichloroethene 
Methylene chloride 
trans-I ,2-Dichloroethene 
I ,I-Dichloroethane 
2,2-Dichloropropane 
cis-1,2-Dichloroethene 
Brornochlorornethane 
Chloroform 
I ,I ,I-Trichloroethane 
Carbon tetrachloride 
1 ,I-Dichloropropene 
1.2-Dichloroethane 
Benzene 
Trichloroethene 
1,2-Dichloropropane 
Dibromomethane 
Bromodichloromethane 
cis-I ,3-Dichloropropene < 0.50 1 

Toluene 0.50 1 
trans-I ,3-Dichloropropene < 0.50 1 
1 ,I .2-Trichloroethane < 0.50 1 
Tetrachloroethene 
1 -3-Dichloropropane 

Dibromochloromethane 
Chlorobenzene 

1 ,I .I ,2-Tetrachloroethane < 0.50 
Ethylbenzene < 0.50 
m,p-Xylene < 0.50 

o-Xylene 
Styrene ' 

Brornoform 
lsopropylbenzene 

Brornobenzene 

Result(s) reported meet@) Regulatory Lirnit(s). 
Result(s) flagged with * Exceed Regulatory Limil(s). Limit noted. 
D.F. = Dilution Factor 

Date Reported : 713112006 
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LABORATORY RESULTS 

Lab No. : 060741 1 -01 9A 
Brookhaven National Lab.-BNLM 

70 Bell Ave. 

Upton, NY 11973 

Attn To : Bob Lee 

Federal ID 51 11 891 

Collected : 7/7/2006 7:35:00 AM Point No : 056-34 
Received : 7/7/2006 3:30:00 PM Location : Well # I2  Treated 

Collected By : CLIENT 

COPY : Or ig inal  

CC ; Bob Lee 

Client ID. : 21972-019 

Sample Information ... 
Type : Potable Water 

Origin : Treated Well 

Routine 

Parameter@) 
1,1,2.2-Tetrachloroethane 
1.2,3-Trichloropropane 

n-Propylbenzene 

2/4-Chlorotoluene 

1,3,5-Trimethylbenzene 

tert-Butylbenzene 

1.2,4-Trimethylbenzene 

sec-Butylbenzene 

n-Butylbenzene 

1,3-Dichlorobenzene 

1,4-Dichlorobenzene 

4-lsopropyltoluene 

1 ,ZDichlorobenzene 

1.2,4-Trichlorobenzene 

Hexachlorobutadiene 

1,2,3-Trichlorobenzene 

Methyl tert-butyl ether 

Results 
< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

< 0.50 

c 0.50 

Qualifier D.F. - -  
1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

Method Number 
E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

€524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

E524.2 

Analyzed 
0711 912006 12:52 PM 

0711 912006 1252 PM 

0711 912006 12:52 PM 

0711 912006 12:52 PM 

0711912006 1252 PM 

07/19/2006 1252 PM 

0711 912006 12:52 PM 

0711912006 1252 PM 

0711 912006 1252 PM 

0711 912006 1252 PM 

0711 912006 1252 PM 

07/19/2006 1252 PM 

0711 912006 12:52 PM 

0711 912006 12:52 PM 

0711 912006 1252 PM 

07M 912006 12:52 PM 

0711 912006 12:52 PM 

m 
L o  

Q 
m 
b 
r 

. , . .. ...... - . .. -. ... . -.. . . - -. . .. , - . - . - . -- -. . .. . .. . .- - .. - . .- - . . -- . - .- .. . . - .. ... -- -- -- -. ,- - -. -- -- 
2 
1 

Result(s) reported meet(s) Regulatory Lirnit(s). 7 
Resul!(s) flagged with * Exceed Regulatory Limit(s). Limit noted. a 
D.F. = Dilution Factor 

Date Reported : 713112006 
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ATTACHMENT IX 

Brookhaven National Laboratory 

Potable Water Supply 

2006 Semi-Annual Inorganic and NitrateINitrite Analyses 

for the BNL Distribution System 



" " I  Y.., ..VY" Y " .  'V - - - -  - -  - 

H2M LADS, INC. 
575hdf-bbv Road, hWd? W 11747 
(631)8943040.FAX: @1)42M436 NYSmiID#10478 

LABORATORY RESULTS 
Brookhaven National Lab.-BNLM 
70 Bell Ave. 
Upton, NY 11973 
Attn To : Bob Lee 

Federal ID 51 I 1  891 Client ID. : 21972-008 
Colleded : 7ffN.M 7:15:00 AM Point No : 085-294 
Reaived : 3:30:00 PM Location : E l85  Personnel 

Collected By : CLIENT 
COW : Original 

CC ; Bob Lee 

Sample Information... 
Type : Potable Water 
Origin : Distribution 

Routine 

Parameteed 

Aluminum 
Barium 
Beryllium 
Cadmium 
Calcium 
Chromium 
Copper 
Iron 
Magnesium 
Manganese 
Nickel 
Silver 
Sodium 
Zinc 
Arsenic 
Lead 
Selenium 
Antimony 
Thallium 
Mercury 

Results 

< 200 
200 

c 3.0 
< 5.0 
5430 
< 10 
< 20.0 
124 
2640 
127 
c 40.0 
< 10 
16600 
< 20.0 
< 3.00 
< 1-00. 
< 5.00 
c 5.90 
< 1.90 
4 0,20 

Qualifier D.F. 
1 
1 
1 
1 
1 
1 
1 
1 
1 
1 
1 
1 

1. 
1 
1 
1 
1 
1 
1 
1 

Units - 
PgR 
clslL 
CIgR 
P91L 
IJgR 
Pgfl 
IJ9L 
P ~ L  
Psn 
PS~L 
PS/L 
IJglL 
CIglL 
Pgn 

ug/l 

usn 
ugfl 
ugll 
ugll 

Limit - 

2000 
4 

5 

1 00 
1300 
300 

300 
100 
100 

5000 
10 
15 
50 

6 
2 
2 

Method Number 

E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.7 
E200.8 
E200.8 
E200.8 
E200.8 
E200.8 
E200.0 

Result(s) reported meet(s) Regulatory Limit(s). 
Resutt(s) flagged with j, Exceed Regulatory Limit(s). Limit noted. 
D.F. = Dilution Factor 

Date Reported : 713 1/06 

Page 1 of 1 Laboratory Manager 



5i'5&cecllM~~ Road, lWv& NY 11747 
(631)8913040.FAX:(631)4208436 NYSDOHID#IW78 

LABORATORY RESULTS 

Lab No. 060741 1 -008A 
Brookhaven National Lab.-BNLM 
70 Bell Ave. 

Upton, NY 11 973 
Attn To : Bob Lee 

Federal ID 51 11891 
Collected : 71712006 7:15:00 AM Point NO : 085294 

Received : 71712006 3:30:00 PM Location : 8-185 Personnel 

Collected By : CLIENT 

Copy : Original 

CC ; Bob Lee 

Client ID. : 21972-008 

Sa ple Information ... 4 
Typy : Potable Water 

Oridin : Uistribution 
1 Routine 

Parameter(s1 

Chloride 

Color 
Specific Conductivity 
Fluoride 

MBAS 
Nitrogen, Ammonia (As N) 

Nitrite as N 

Nitrate as N 
Odor 

pH 
Sulfate 

Results 

26.3 

< 5 
153 

< 0.10 
< 0.08 
< 0.10 

< 0.10 
0.29 
0 
7.7 

9.7 

Qualifier D.F. - -  
1 

1 

1 

1 

1 

1 

1 

1 
1 
1 

1 

Limit Units - 

mg/L 250 

units 15 
pm hoslcm 

mglL 2.2 

mglL 

mglL 

mglL 1 

mglL 10 
units 3 
pH Units 
mglL 250 

I 

Method Numbe[ 

E325.2 1 
E110.2 1 
M2510B 1 
M4500F C 1 
E425.1 1 
E350.1 1 
E353.2 1 
E353.2 
E140.1 ( 
E150.1 1 
E375.4 1 

Analvzed 

07/14/2006 10:28 AM 
07/08/2006 9:06 AM 

0711 312006 3:32 PM 
0711 0/2006 6:02 PM 

07/08/2006 1 0:10 AM 
0711 012006 1 :28 PM 

07/08/2006 2:49 PM 
0711 212006 2:06 PM 
07/08/2006 9:05 AM 
07/07/2006 5:06 PM 
07110/2006 2:38 PM 

Resull(s).reporled rneet(s) Regulatory Limit(s). 
Result(s) flagged with * Exceed Regulatory Limit(s). Limit noled 
D.F. = Dilution Factor 

Date Reported : 7/31/2006 
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